RESTROOM/KITCHEN ACCESSORIES:

GRAB BAR — 250 LBF. MINIMUM

33" MIN.— 36" MAX. HEIGHT TO THE TOP OF THE GRIPPING SURFACE.

BOBRICK WASHROOM EQUIPMENT, INC. PROVIDE THE REQUIRED QUANTITY AND LENGTH AS
INDICATED ON THE DRAWINGS OR AS REQUIRED BY THE GOVERNING CODE. THE BAR SHALL
11/2" IN DIAMETER AND MOUNTED WITH 1 1/2" CLEARANCE FROM THE WALL.

WALL MOUNTED SOAP DISPENSER & HAND SANITIZER DISPENSER (36" MAXIMUM HEIGHT)
SUPPLIED BY ECOLOB AND INSTALLED BY G.C.
NOTE: SOAP AND HAND SANITIZER DISPENSERS TO BE PROVIDE AT EACH KITCHEN HANDSINK.

MIRROR (BOTTOM OF REFLECTIVE SURFACE AT 40" MAXIMUM HEIGHT)
MODEL B-165-1836 (18°x36") STAINLESS STEEL CHANNEL FRAME MIRROR WITH THEFT
RESISTANT SCREWS BY BOBRICK WASHROOM EQUIPMENT, INC., OR APPROVED EQUIVALENT.

TOILET PAPER HOLDER.
9" TWIN JUMBO MODEL #58250 BY NORTH AMERICAN CORPORATION.

PAPER WASTE RECEPTACLE (REQUIRED) MODEL B—3644 AS MANUFACTURED
BY BOBRICK WASHROOM EQUIPMENT, INC., OR APPROVED EQUIVALENT.
(ROUGH OPENING 16™W, 29 1/4°H, 4D MIN)

ELECTRIC HAND DRYER — MFR, NEWTON DISTRIBUTING COMPANY
MODEL MODEL XL—-BW WITH ADA COMPLIANT RECESS KIT

NOTE: TO BE PROVIDED AT EACH HANDSINK IN KITHCEN: PAPER TOWEL DISPENSER — SAN JAMAR
MODEL # T—1490BK
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SYMBOL DESCRIPTION FEB. 22, 2012
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BURGER KING- 20/20 PROTOTYPE
EXTERIOR MATERIALS & FINISH SCHEDULE
11/1/2011
CODE MATERIAL LOCATION MANUFACTURER DESCRIPTION ADDITIONAL INFORMATION
PRODUCT COLOR DIMENSION
EB-1 EXTERIOR BRICK GENERAL OWENSBORO BRICK MOD / QS TUMBLED OLDE HILLSBORO CONTACT: NEIL HARMS @ ALL FLORIDA BRICK & TILE (904) 923-2898 / OR
(FULL BRICK OR THIN BRICK MAY BE USED) CONTACT: JIM BROWDER @ UNITED WALLS SYSTEMS (877) 258-9800
NOTE: USE WITH EGR-1
EB-1A EXTERIOR BRICK GENERAL PINE HALL BRICK FACE BRICK OLD IRVINGTON 0O/S CONTACT: MERRILL DURIG AT SNYDER BRICK & BLOCK (937) 299-7388
(ALT) NOTE: USE WITH EGR-1
ECT-1 EXTERIOR CERAMIC TILE ACCENT AT DALTILE NATURAL HUES #QH77 SCARLET 6" X 12" CONTACT: ALEXANDRA STEFAN AT DAL-TILE (305) 477-8216
BUILDING FRONT NOTE: USE WITH EGR-2
ECT-2 EXTERIOR CERAMIC TILE ACCENT AT DALTILE NATURAL HUES #QH77 SCARLET 6" X 6"
BUILDING FRONT Q1665 BULLNOSE
EF-1 EXTERIOR FINISH GENERAL STO OR APPROVED STO POWERWALL STUCCO SYSTEM COLOR TO MATCH CONTACT: TIM SALERNO AT STO CORP (407) 466-5371
STUCCO EQUAL TEXTURE :FINE SAND GLIDDEN PROFESSIONAL MASTER PALETTE #20YY 41/165
CAMEL TAN
EF-2 EXTERIOR FINISH GENERAL STO OR APPROVED STO POWERWALL STUCCO SYSTEM STUCCO OR STO MUST BE PAINTED TO MATCH
STUCCO EQUAL TEXTURE :FINE SAND EP-5
EF-4 EXTERIOR FINISH GENERAL STO OR APPROVED STO POWERWALL STUCCO SYSTEM COLOR TO MATCH
STUCCO EQUAL TEXTURE :FINE SAND GLIDDEN PROFESSIONAL MASTER PALETTE #10YY 14/080
MONTEREY CLIFFS
EF-5 EXTERIOR FINISH GENERAL STO OR APPROVED STO POWERWALL STUCCO SYSTEM COLOR TO MATCH
STUCCO EQUAL TEXTURE :FINE SAND S5LIDDEN PROFESSIONAL MASTER PALETTE #04YR 11/537
AMAZING
EF-7 EXTERIOR FINISH EXTERIOR SIGN JAMES HARDIE HARDIPLANK LAP SIDING COLOR TO MATCH PERMISSABLE ON "STANDARD" ELEVATION OPTION ONLY
FIBER CEMENT SIDING ARCHONS 7-1/4" SMOOTH FINISH WITH 6-1/4" EXPOSURE EP-5
TRIM IS 1 X 6 DIMENSIONAL HARDIPLANK LUMBER RIPPED IN HALF
EP-1 EXTERIOR PAINT METAL PANEL PPG CORAFLON ADS FACTORY FINISH TO MATCH CONTACT: BOB SCHROCK AT PPG INDUSTRIES (513) 543-2555
MP-1 ** FACTORY APPLIED GLIDDEN PROFESSIONAL MASTER PALETTE #04YR 11/537
AMAZING
EP-2 EXTERIOR PAINT EXTERIOR PRIMER: HYDROSEALER MASTER PALETTE #20YY 41/165 BURGER KING National Sales Mgr/Specification Contact: Andy Burns
GENERAL EXTERIOR PRIMER SEALER 6001-1200 CAMEL TAN phone: (407) 430-5226
PAINT: FORTIS 350 EXTERIOR email: andrew.burns@gliddenprofessionial.com
100% ACRYLIC SATIN FINISH 2402V-XXXX
EP-3 EXTERIOR PAINT EXTERIOR PRIMER: HYDROSEALER MASTER PALETTE #04YR 11/537
ACCENT EXTERIOR PRIMER SEALER 6001-1200 AMAZING To Find Nearest Store Locations: 1-800-984-5444 option 5
PAINT: #3002-0500N LIFEMASTER ACCENTS
INTERIOR/EXTERIOR EGGSHELL/SATIN For electronic color card: 1-888-615-8169 option 2
EP-4 EXTERIOR PAINT EXTERIOR PRIMER: HYDROSEALER MASTER PALETTE #10YY 14/080 Shari Rishaw or Theresa Clark
WAINSCOT EXTERIOR PRIMER SEALER 6001-1200 MONTEREY CLIFFS
GLIDDEN PROFESSIONAL PAINT: FORTIS 350 EXTERIOR For Burger King special pricing, please reference:
100% ACRYLIC SATIN FINISH 2402V-XXXX Glidden Professional National Account summary #9044
EP-5 EXTERIOR PAINT EXTERIOR PRIMER: HYDROSEALER MASTER PALETTE #00NN 07/000
GENERAL EXTERIOR PRIMER SEALER 6001-1200 DEEP ONYX
PAINT: FORTIS 350 EXTERIOR
100% ACRYLIC SATIN FINISH 2402V-XXXX
EP-6 EXTERIOR PAINT EXTERIOR PRIMER: DEVOE COATINGS DEVGUARD GLIDDEN PROFESSIONAL PURE ALUMINIUM
ACCENT LOW VOC UNIVERSAL PRIMER 4360-1000(WHITE) BURGER KING SILVER'
(For Metal Substrates Only) PAINT: DEVOE COATINGS DEVGUARD
PURE ALUMINUM FINISH 4308-9020
EP-2 EXTERIOR PAINT EXTERIOR PRIMER: PITT-GLAZE INTERIOR/EXTERIOR ACT-15 BURGER KING National Sales Mgr/Specification Contact: KEVIN LASTACY
GENERAL ACRYLIC BLOCK FILLER #16-90 ANTELOPE phone: 616-335-3259
PAINT: SPEEDHIDE EXTERIOR email: klastacy@ppg.com
100% ACRYLIC SATIN FINISH 6-2045 SERIES
EP-3 EXTERIOR PAINT EXTERIOR PRIMER: PITT-GLAZE INTERIOR/EXTERIOR VC-234-7
ACCENT ACRYLIC BLOCK FILLER #16-90 RED LICORICE
PAINT: SPEEDHIDE EXTERIOR
100% ACRYLIC SATIN FINISH 6-2045 SERIES
EP-4 EXTERIOR PAINT EXTERIOR PRIMER: PITT-GLAZE INTERIOR/EXTERIOR VC-521-6
WAINSCOT PPG ACRYLIC BLOCK FILLER #16-90 GRANITE
PAINT: SPEEDHIDE EXTERIOR
100% ACRYLIC SATIN FINISH 6-2045 SERIES
EP-5 EXTERIOR PAINT EXTERIOR PRIMER: PITT-GLAZE INTERIOR/EXTERIOR VC-518-7
GENERAL ACRYLIC BLOCK FILLER #16-90 BLACK MAGIC
PAINT: SPEEDHIDE EXTERIOR
100% ACRYLIC SATIN FINISH 6-2045 SERIES
EP-6 EXTERIOR PAINT EXTERIOR PRIMER: PITT-GLAZE INTERIOR/EXTERIOR VC-518-4
ACCENT ACRYLIC BLOCK FILLER #16-90 FLAGSTONE
(For Metal Substrates Only) PAINT: SPEEDHIDE EXTERIOR
100% ACRYLIC SATIN FINISH 6-2045 SERIES
EGR-1 GROUT BRICK FLAMINGO-BRIXMENT COLOR CEMENT B-12 CONTACT: MIKE ROSE @ ESSROC (812) 246-7721
NATURAL BUFF NOTE: USE WITH EB-1 & EB-1A
EGR-2 GROUT CERAMIC TILE CUSTOM BUILDING PRODUCTS POLYBLEND SANDED #60 CHARCOAL NOTE: USE WITH CT-1 ON EXTERIOR FINISH SCHEDULE
*** FOR SETTING MATERIALS USE COMPLETE CONTACT RAPID SET
*** SEAL GROUT WITH AQUAMIX SEALERS CHOICE GOLD
MC-1 METAL COPING TOP OF LIGHT BAND W.P. HICKMAN SYSTEMS, INC. PERMA SNAP PLUS A-30 CONTACT: W.P. HICKMAN COMPANY (828) 274-4000
WALL CAP SILVERSMITH WWW . WPH.COM
MC-2 METAL COPING BELOW LIGHT BAND W.P. HICKMAN SYSTEMS, INC. PERMA SNAP PLUS FACTORY FINISH TO MATCH CONTACT: W.P. HICKMAN COMPANY (828) 274-4000
ICI PAINT #20YY 41/165
CAMEL TAN
MC-3 METAL COPING TOP OF ARCHON W.P. HICKMAN SYSTEMS, INC. PERMA SNAP PLUS FACTORY FINISH TO MATCH CONTACT: W.P. HICKMAN COMPANY (828) 274-4000
ICI PAINT #00NN 07/000
DEEP ONYX
MP-1 CORRUGATED METAL PARAPET BAND LEKTRON LED LIGHT BAND FACTORY FINISH TO MATCH EP-1 *SEE PLANS PRODUCT INFORMATION: FRED HANNAH AT LEKTRON
*SEE APPROVED SIGN SUPPLIERS (800) 634-4059 OR (918) 622-4978
MP-3 METAL CANOPY ABOVE DOORS *SEE APPROVED CUSTOM METAL CANOPY COLOR: CLEAR ANODIZED *SEE PLANS
CANOPY SUPPLIERS
MP-4 METAL AWNING/ ABOVE WINDOWS/ FIRESTONE STANDING SEAM METAL ROOF SILVER METALLIC SR *SEE PLANS CONTACT: BRIAN BUCKLER (317) 816-3206
SSM ROOFING MANSARD ROOFING
METAL PRODUCTS
MP-4 METAL AWNING/ ABOVE WINDOWS BERRIDGE ROOFING STANDING SEAM METAL ROOF PREMIUM METALLIC - ZINC COTE *SEE PLANS CONTACT: STEPHANIE SHANAHAN (210) 650-3050
SSM ROOFING MANSARD ROOFING
METAL PRODUCTS
MP-5 METAL PANEL BELOW DRIVE THROUGH CENTRIA CONCEPT SERIES 9946 PRODUCT INFORMATION: JON SCHLOSSER AT CENTRIA (513) 793-9160
WINDOW CS200E SILVERSMITH TO PURCHASE: JIM ABNER AT METALWORKS PLUS/BK (859) 442-5666
MP-7 CORRUGATED METAL EXTERIOR SIGN CENTRIA CONCEPT SERIES 9916 PRODUCT INFORMATION: JON SCHLOSSER AT CENTRIA (513) 793-9160
PANEL ARCHONS CS260E RICH BLACK TO PURCHASE: JIM ABNER AT METALWORKS PLUS/BK (859) 442-5666
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COL.
CL

COL.
CL

15'-1"4+/-

METAL COPING ON
/“METAL COPING ON ’ § , ) /_ CONT. 2x TREATED
_CONT. 2x4 TREATED 18'-3"+ /- NEW TOWER TO BE 18'-3"+ /- _
T.0. PLATE 3'-@" ABOVE LIGHT BAND T.0. PLATE
~—~ HARDI BD.ON (&
BLDG WRAP ON |V
ROOFING STSTEM \o" EXT. GD. u
J— 5/8" EXT GD SHEATHING _ |y
WALL BEYOND SHEATHING — Q|w
TYPICAL - 0 %
HARDI BD. ON PLYUD BRACE o ol &
= ?LDE?«w 121&5? N TIE STUPS TOGETHER REMOVE EXISTING L
~ " . . Z
- I SHEATHING LIGHT BAND
n ‘ RELOCATE \
b= | 2xe BRACE AT 48" OC. | |-
¢ TOP ©F STEEL FRAMING — \bi‘ ¢ TOP ©F STEEL FRAMING < %
| B | 3
~
2x4 STUDS H 2A>;‘42iTUgg Y IreicaL < *Ft: }‘ BN
n "o.C. 2x2x3/le G .
AT 24" OC. == 84'-@" OC TYP. L= == a
D é‘ LAG BOLT ANGLE 3 o REAr | ; |
SHEATHING TO STUD #12" OC. MIN. i I u | :EAZEVTEOEQE%ENG
()
2x4 STUDS AT 24" OC. it % VERT. FRAMING
BLOCKING —— Il \\\
TYPICAL Il - .
2>:fx%/1eoéNeT$L b X\ § N | REMOVE MANSARD @
O I_ " .
76 AN T : N NEW TOWER-SEE ELEYV.
| S\
EXISTING EXISTING .
4x3x|/4x4 ANGEL 4x3x1/4x4 ANGEL s
. S/
- ‘s
= | " —_I 7/
EX. STEEL 2-2 y L
I - () MANeARD T BLOCKING
= N
Wiex26 \‘G_\ R-30 BATT \ \
BEAM T .
EX. BRIDGING :
\ —— IR Y NS !
NANANA A ANAN = . >
- 1 = A EX. ST'L BAR JST. :
= == S =1 . X K | i —— ——
AN (] [\
N\ N = = =
EXISTING CEILING ) 5/8" GYP. BD-'/ &\\%\\\\\\ NEW cANoPY j N K
PROVIDE 22"x30" A TRIM EXISTING CEILING o NEW CANOPY
HEIGHT 3 RIM BD.
ACCESS PANEL o4 )
2-2x12 HEADER TR I o
W' LY \ EXTERIOR CERAMIC TILE ~2
REMOVE ST'L TRUSS | RAN D |
EXTENSIONS 1y
LI = =] |
3
0
. |2
NEW STOREFRONT W/ /\ ' 3|5
1" INSUL. GLASS NI
o 1]
o | E
7 o [ N\NEw ALM.
)<:l i ENTRANCE
<
w : REMOVE EXISTING GREENHOUSE — 5
3
ROWLOCK 8 §
MATCH EXIST |4 g
NEW SILL + .
ofE DECOR N\ od ,%;’ Q |¥
pDuG'S U ) _& 5
0 X =[x
NN w w
i
NEW 2x4 STUDS D
®lo"oC. — J=2
R-13 BATT & 8
BETWEEN Q(Z
5/8" GYP. BD. —] o3
12" EXT. GD. 9 _— NEW THRESHOLD
SHEATHING ® y NEW CONC. SIDEWALK
X
ﬂ T u REMVOE CONC. FL. SLAB
FINISH FLOOR /4 ( 77777777777777
‘ 4.: " \S’\ 4’ & " ‘4 / 4‘

| ¢~ FINISH FLOOR

N\ NEW FACE BRICK TO MATCH

EXISITNG W/ TIES
AND V. BARRIER

FRONT

T\ _EXISTING
FOUNDATION

WALL SETION 5

SCALE: 32/4" = |'-0"

ENTRY TOWER

WALL SETION

SCALE: 32/4" = |'-@"

T\ _EXISTING
FOUNDATION

REMOVE EXISTING MASONRY
TO BELOW GRADE
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(2) 2°x8” CONTINUES

FEB. 22, 2012
E RO | SOUTHERN YELLOW PINE BACK 1 B
5 — —_ — 5 X 6" LAG SCREW INTO REVISIONS
WALL PICKUP \ BLOCKING TO BE INSTALLED -- DBL. 2" X 8" BLOCKING
_\ ' BY OTHERS - OR APPROPRIATE HARDWARE
f)\ g ' \/\/L FOR BUILDING STRUCTURE.
, y | 3 ) (4 PER JOIST MOUNT)
7" TIE ROD al AN
N—— 1"X10” LAG SCREW OR
”3/@ j- APPROPRIATE HARDWARE
Y 7 FOR BUILDING STRUCTURE
™~ £ V R
I ©
™ ~
y (2) 27x8" CONTINUES N = PS
CORRUGATED { | SOUTHERN YELLOW PINE BACK 2R
% o [
METAL PANEL—~ | BLOCKING TO BE INSTALLED N2 g =
N o -y BY OTHERS
5 NI Naaa | A @
00 [ ] 1 v 1
L oo | L » 3" X 6" LAG SCREW INTO E—
S/ 0" I 2 X107 LAG SCREW OR //_ DBL. 2" X 8" BLOCKING —~—— \’:,
UNI=STRUCTURES. INC \— APPROPRIATE HARDWARE | OR APPROPRIATE HARDWARE !
! ‘ FOR BUILDING STRUCTURE.
ALUMINUM CANOPY FLUORESCENT FOR BUILDING STRUCTURE :Ti // (2 PER JOIST MOUNT) @
EXTRUSION FIXTURE OPTIONAL TL | S x @
2'—0" PROJECTION WEATHER TIGHT I m @
LOCATION LAMP 4 4'-"
CANOPY SECTION DETAIL (FLORESCENT) D a)
o~ o~ 4'-@" PROJECTION |
cL cL CANOPY SECTION DETAIL . 4 C
METAL COPING ON METAL COPING ON
CONT. 2x1® TREATED CONT. 2x1® TREATED : @
¢-TOP OF STEEL FRAMNG Z =7 3+ =07
I I
S RELOCATE LIGHT BAND ‘ S RELOCATE LIGHT BAND n @
3\ -
2x4 STUDS AT 24" OC. L = \L = %
S XE | NEWMETAL FLASHING Ix6 STUDS AT 24" OC !‘ ‘ ’
| MATCH ROOFING X P - | I HORZ. 2x FURRING @ 16" OC. VERT.
| < AN b
ANy L' EXT GD. | " EXT GD.
TYPICAL 4 524_45 ATHING | N\ \\ Q\‘\ SHEATHING
20x3/e ANGEL I | T YL T~HARDI BD. PANEL ON
AR T NEW ROOFING | S OUN BLDG. WRAP
12 FLASH-IN NEW W 0%
TO EXISTING | DASN REMOVE o o —i-:
EXISTING 12 | /// \\§§ EXISTING © © O <2
2x3x)/4x4 ANGEL u ‘ s Ty MANSARD o o 2
\ Al ‘ /// H \\i\ C « ,l\ L] gg
s | NN O8 = —lz:
EXISTING s B \\\\§§ 5 9 f .5
T, » 1NN 2L Ol
| ROCF | | } H 2 QN NEW CANOPY e 8_~— s ™ 'a% ®
\ | \ . S SN EL8 %
Ex. T'L BEAM Ex sTL BEAM— [} RN OS5z AN ki
EXSTE . — i EXGTE , = i ————— A . - YN L Z < ] 3
) =& = = = ) SN s 1 ESN =02 ;o 53
EXISTING CEILING W (cover Ex soreiT NEW CEILING [ - >oE oY LU
N - 3 = | ] ~ - C8 S ~ )%
%; W/ NEW RARPI BD. 2x6 FRAMING — 9| HOLD T é B ve) § 2 = 35
N —~ T~ Fo
W NEW HARDI BD. G VE WNpoU —— - 505 H @ ns
q N8R FASCIA TO PNT I R <L I o
= | ?E% SN 1%
v E% NN = —fjo"
0 EXISTING WD $TUD WALL || :; H \\\\ ‘Iﬂ AN 9%
N ® REMOVE o
§ 3 EXISTING \\\\ o s\ o
N NEW STOREFRONT _—] N GREENHOUSE \
N8 WINDOW W/ 1" INSUL z \\
RS GLASS 3 |
s EXISTING MASONRY ¥ g N
NN TO PAINT X|E %
N TYPICAL 2 |9
< X :
SR 0 } }
S5 O
N ¢ |
NAN b L | |
N8 g | |
NN & ||
NN R ||
:< 3 g NEW SILL | |
. ¢ |2 SEE DECOR
| & o : *—=
?E% N\ ﬂ(l NN RouLoOCK ()
N RN MATCH EXIST | ©O n
AN 2x4 @ 16" OC. —1 N . o N 1 8
RS ALIGN W/ EX. N NEW FACE BRICK TO | | oo — o
N WALL RN MATCH EXISTING o —T
ISSS R-13 MIN. BATT BLDG. WRAP ON V" F::% 00 = >||2
NS INSULATION S8 EXT. GD. SHEATHING O NP =9 =
N %" GTP. BD.—— RN ————MAS, TIES | | S
NN S | | REMOVE EXISTING MASONRY o w5 Q
oY e | | TO BELOW GRADE N |<_E = || ¢ 8
:E% N ——FLASHING AND WEEP HOLES REMVOE CONC. FL. SLAB | | | == T
:$_ FINISH FLOOR N $ FINISH FLOOR —ﬁ 7777777777777777777 \ j‘ 1 \ W oOllN ~
o ‘ N | | m % E (|\I C<EE'1
********************** 7 | Ll
' - =
= <
TYP. DINING RM \_EXISTING TYP. DINING RM \_EXISTING PROJECT NUMBER
WALL SETION ", o WALL SETION 5 o CLS#401
SCALE: 3/4" = |'-@" SCALE: 2/4" = I'-@" SHEET NUMBER
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——— 3" MIN. LETTER
SIZE

—__ BRAILLED
CHARACTERS

TACTILE EXIT SIGN

SIGN TO MEET ADAAG 43204
MOUNTING HEIGHT = e@" AFF. TO CENTERLINE

Specified Products and Approved Equals

Hinges — Provide features, functions, size

and finish as shown in hardware sets.

Hager BB1279 BB1168 253
McKinney TA2714 T4A3786
Bommer BB5000 BB5004

Locks - Provide features, functions, and finish as shown in hardware sets.

Schlage AL53PD AL40S
Yale AUS307LN AUS302LN
Falcon B511D B301D

Exit Device - Provide

features, functions,

and finish as shown in hardware sets.

GC. TO VERIFY DOOR STYLE
DOOR i cuner

OPENING:  3'-0"x7'-0"x1 3/4"x AD x AF
MATERIAL: ALUMINUM / GLASS

HARDWARE

ENTRANCE DOOR HARDWARE SHALL CONSIST OF OFFSET

PIVOTS, PANIC HARDWARE

NORTON 1605 SURFACE CLOSERS WITH BACK CHECK,

9” "CLASSIC” STRAIGHT DOOR PULLS IN POLISHED
STAINLESS OR CHROME, AND STANDARD

THRESHOLDS. LOCKS, CYLINDERS, AND THRESHOLDS
SHALL BE OMITTED ON INTERIOR VESTIBULE DOORS.

(IF VESTIBULE IS PROVIDED) DUMMY CYLINDERS SHALL
BE PROVIDED ON THE EXTERIOR OF ALL DOORS EXCEPT

FRAME
MATERIAL:  ALUMINUM

FINISH: FACTORY FINISH TO MATCH DOORS

REMARKS
ALL GLASS WITHIN 48" OF

ANY DOOR SHALL BE SAFETY GLASS.
PROVIDE PANIC HARDWARE

VonDuprin 22EO
Yale 2100 EO
Sargent 3828 EO

Closers - Provide feat

ures, functions, and finish as shown in hardware sets.

LCN 1461 4115 H-CUSH

Yale 3301 4425T /4421T

Dorma 8616 8916 DST/ 8950
DST

Push/Pull, KP, Stops,

in hardware sets.

Etc - Provide features, functions, size, and finish as shown

Hager Kickplt Pull Pt H33E | Push PIt. | F1 Stop Wall Stop Viewer
1935 308 241F 236W 1756
Rockwood | K1050 BF106 x 70C | 70C 441CU 409 622
B3E
Trimco KOO0 1017-3x2% | 1001-3 1211 1270WV 976U
Proy.

Weatherstripping, Thresholds, Etc. — Provide features, size, and finish as shown

in hardware sets.

AT MAIN ENTRY.

N

—

T

e
GLASS

7]_0"

N

NN\

3-0"

DOOR

©)

SCALE: 1/

4” = 11_0”

»n 3’ _ O" » i
* # -/
£ -
‘T‘ (=)
- |
™~ ™~
.!‘_ 1 _!‘_

DOOR FRAME

SCALE: 1/4" = 1'-0"

GC. TO VERIFY DOOR STYLE

DOOR wiTH CuNER

OPENING:
MATERIAL: ALUMINUM / GLASS

HARDWARE

HINGES, OFFSET PIVOTS
LOCKSET, PANIC HARDWARE

1 PAIR SURFACE CLOSURE
NORTON 1605 WITH BACK CHECK

9” "CLASSIC” STRAIGHT DOOR PULLS IN POLISHED
STAINLESS OR CHROME, AND STANDARD

THRESHOLDS, (STANDARD)

ket
GLASS
i
N
DN
i 3-0"

DOOR ®

3'-0"x7'-0"x1 3/4"x AD x AF

SCALE: 1/4" = 1"-0"

FRAME

MATERIAL: ALUMINUM
FINISH: FACTORY FINISH TO MATCH DOORS

REMARKS

DUMMY CYLINDERS
SHALL BE PROVIDED ON THE EXTERIOR OF ALL
DOORS EXCEPT AT MAIN ENTRY.

PROVIDE PANIC HARDWARE

ALL GLASS WITHIN 48" OF
ANY DOOR SHALL BE SAFETY GLASS.

” 31_011 ” i
™

o« > HEAD

®
©

1_211
71_011

ILL

N U U o

DOOR FRAME
SCALE: 1/4" = 10

National Guard Threshold 325A Sweep 200NA Weatherstrip
160SA

Pemko 229A 315CN 303A8

Zero 1675A 39A 99A

A

B

ALUM. THRESHOLD
BY MANUFACTURER‘\

FINISHED FLOOR

C

HEAD DETAIL

EXTERIOR
T T~ WALL FINISH

SEE ELEVATIONS

/l/

/—BACKER ROD AND SEALANT

SCALE: 3" = 1"-0"

|
—

JAMB DETAIL

SCALE: 3" = 1'-0"

i

THRESHOLD

SCALE: 3" = 1'-0"

EXISTING

I T SEALANT

ALUMINUM DOOR & FRAME

' EXTERIOR
T T WALL FINISH

SEE ELEVATIONS

BACKER ROD AND SEALANT

——— SEALANT (TYP.)

ALUMINUM DOOR & FRAME

g %

DOOR HEADER

INTERIOR GYP. BOARD
TO UNDERSIDE OF ROOF DECK

A

| I 4></l/
i —
£::: i METAL DOOR FRAME

I
}—— EXTERIOR

WALL FINISH
SEE ELEVATIONS

DOOR HEADER

L 5/8" GYP. BOARD

™~ (2) 2x4 HEADERS

BACKER ROD AND SEALANT

WOOD BLOCKING WITH LAG SCREWS

HEAD DETAIL

D SCALE: 3" =1

) ”
-0

)

><

E=

JAMB DETAIL

i

SCALE: 3" = 1'-0"

I
| (2) 2x4 WOOD STUDS
| i
EXTERIOR
I

WALL FINISH
SEE ELEVATIONS

BACKER ROD AND SEALANT

[T\ METAL DOOR FRAME

Lo\

ALUM. THRESHOLD
FINISHED FLOOR

N

C

% "
MAX.

N

THRESHOLD

F SCALE: 3" = 1'-07

ACCESSIBILTY REQUIREMENTS
FOR THRESHOLDS:

CHANGES IN LEVEL GREATER THAN
3 AND NOT MORE THAT §" SHALL
BE BEVELED WITH A SLOPE NOT
GREATER THAN 1:2

METAL DOOR FRAME

HEAD DETAIL

G SCALE: 3" = 1'-0"

~T———(2)2x4 WOOD STUDS

-

METAL FOOR FRAME

J

JAMB DETAIL

H SCALE: 3" = 1'-0"

2" & RR

STALL

73

DOOR FRAME
OPENING: 3'—8"x7'~0"x1 3/4"x MD x MF
, MATERIAL: HOLLOW METAL
MATERIAL: HOLLOW METAL FINISH: PAINT — REFER TO SHEET A-2
HARDWARE
DOOR TO RECEIVE:
REINF. PIVOT: 1 EACH HAGER 253 x 2C x HAND REQUIRED
HINGES: 4 EACH HAGER: BB1168 4 1/2° x 4 1/2" x USP x NRP
EXIT DEVICE: 1 EACH VON DUPRIN 22EO x 689
CLOSER: 1 EACH LCN 4115 H—CUSH x TB x 689
VIEWER: 1 EACH ROCKWOOD 622 x 626
KICKPLATES: 1 EACH HAGER 193S 10”x2" LDW 628
THRESHOLD: 1 EACH NATIONAL GUARD 325 x 48" x AL
DOOR SWEEP: 1 EACH NATIONAL GUARD 200NA x 48" o
WEATHERSTRIP: 1 SET NATIONAL GUARD 160SA 1@48", 2084" 3-8 )
N
. - REMARKS g =/
%u FIELD VERIFY EXISTING
) DOOR OPENING
"co:t:
) . T—TEMP GLASS i i
™~ S| b ™~ ™~
|
AN o
-“_ -“_ ] ”»
3-8 L 4-0 L

DOOR

®

SCALE: 1/4" = 1'-0"

DOOR FRAME

SCALE: 1/4" = 1'-0"

DOOR

OPENING:
MATERIAL: SOLID CORE HPL
FINISH: REFERENCE ID SHEETS.

3-0"x6"-8"x1 3/4"WD x AF

FRAME

MATERIAL: ALLUMINUM
FINISH: REFERENCE ID SHEETS.

REMARKS
SIGN PACKAGE: 1 "KITCHEN" AND

CORRESPONDING SIGNAGE IN GRADE TWO BRAILLE PER ADA
HARDWARE _ REQUIREMENTS. SIGNS FURNISHED BY DECOR SUPPLIER.
EACH DOOR TO RECEIVE: SIGNS INSTALLED BY GENERAL CONTRACTOR PER ADA
HINGES: 3 EACH HAGER: BB1279 4 1/2 x 4 1/2 x 652 RrQUIREMENTS.
LOCKSET: ! EACH SCHLAGE, ALS3PD SAT x 626 AS AN OPTION IN LIEU OF SOLID CORE DOORS AND HOLLOW
CLOSER: 1 EACH LCN 1461 X 689 METAL FRAMES, PROVIDE MARLITE HPL DOORS WITH ALUMINUM
FLOOR STOP: 1 EACH HAGER 241F x US26D FRAVES (REF. ID SHEETS FOR COLOR)
KICKPLATES: 2 EACH HAGER 193S 8"x2" LDW 628
SILENCERS: 3 EACH HAGER 307D RBR
DOOR VIEWER: 1 EACH ROCKWOOD 622 x 626 , 3-0" 2,
_\‘}' 5?' o HEAD
=°|’ $\// [_|—TEMP GLASS
- JAMB
=Ex|) 11_911 gl rixlj
. ] N
AN SILL
x—
3]_0" 3]_4"

DOOR ®

SCALE: 1/4" = 1'-0"

DOOR FRAME
SCALE: 1/4" = 10

DOOR
OPENING:

3-0"x6'-8"x1 3/4"x WD x MF

MATERIAL: SOLID CORE HPL
FINISH: REFERENCE DECOR DRAWINGS

HARDWARE
HINGES, 1-1/2 PA

IR HAGER, BUTT BB 1279 26D

(1) PRIVACY LOCKSET: FALCON D871 — FALCON
LEVER HANDLES

FRAME
MATERIAL: ALUMINUM

FINISH: REFERENCE DECOR DRAWINGS

REMARKS

SIGN PACKAGE: 1 "LADIES", 1 "GENTLEMEN" AND
CORRESPONDING SIGNAGE IN GRADE TWO BRAILLE PER ADA
REQUIREMENTS.  SIGNS FURNISHED BY DECOR SUPPLIER.
SIGNS INSTALLED BY GENERAL CONTRACTOR PER ADA

DOOR

OPENING:  3'-0"x§-8"
MATERIAL: SOLID C HPL
FINISH: REFERENCE ID ETS.

FRAME

MATERIAL: ALLUMINUM
FINISH: REFERENCE ID SHEETS.

NOT USED

%II
MAX.

[FINISHED FLOOR

1

THRESHOLD

SCALE: 3" = 1'-0"

(1) FLOOR STOP, HAGER 241F, US28 REQUIREMENTS. HARDWARE [ ALSO REFER J6'NOTE 12, SHEET A-1.
(2) KICKPLATES 8x(2" LESS THAN WIDTH OF DOOR) AS AN OPTION IN LIEU OF SOLID CORE DOORS AND HOLLOW DOOR TO RECEIVE:
ALUMINUM METAL FRAMES, RPOVIDE MARLITE HPL DOORS WITH ALUMINUM HINGES: 2o SR Fg%S%E‘tFL/gLOS‘* 1/D20gR552
(1) CLOSER, LCN 1481 ALUMINUM FRAMES WITH COLOR TO MATCH DOOR FINISH. LOCKSET: ! EACH SCHLAGE, ALAOS SAT x 6
NOTE: WALL STOP: 1 EACH HAGER 236W x 630 . 3-0" 2
UNDERCUT DOOR 1" FOR AIR FLOW SILENCERS: 2 EACH HAGER 307D RBR 5
» 31_011 ” ] v #_/
N
. . 4 HEAD @ . HEAD @
/ - -
:.ED -~
: i i JAMB
% |:| =) % JAMB / ©
N N N
© © © ”
¢12 _AFF. 4| L
3!_0"
AN SILL —t ol
J«LJ‘
-\‘— | -\‘—
31_0" 31_4”
SCALE: 1/4" = 1'-0" SCALE: 1/4" = 1'-0" SCALE: 1/ 4" = 1-0" SCALE: 1/ 4" = 1-0"
DOOR FRAME
DOQR FRAME OPENING: 3'-0"x6'-8" MATERIAL: ALLUMINUM
OPENING:\2'-6"x6'—8" MATERIAL: ALUMINUM MATERIAL: SOLID CORE HPL/GLASS FINISH: REFERENCE ID SHEETS.
MATERIAL: SOMD CORE HPL FINISH: REFERENCE ID SHEETS. FINISH: REFERENCE ID SHEETS.
FINISH: REFERENSE_SHEET ID SHEETS. REMARKS
AS AN OPTION, IN LIEU OF
NOT U6E D M_ SOLID CORE DOORS AND HOLLOW METAL FRAMES,
HARDWARE DOOR TO RECEIVE: PROVIDE MARLITE HPL DOORS WITH ALUMINUM
DOOR TO RECEIVE: LOCKSET: 1 EACH SCHLAGE, AL53PD SAT x 626 ‘
HINGES: 2 EACH HAGER: 1250 \1/2 x 4 1/2 x 652 FLOOR STOP: 1 EACH HAGER 241F x US26D
SPRING HINGES FOR SELF=CLOSING DOOR. KICKPLATES: 2 EACH HAGER 193S 8"x2" LDW 628
LOCKSET: 1 EACH SCHLAGE, AL40S SAT™x 626 o ot _ps SILENCERS: 3 EACH HAGER 307D RBR
WALL STOP: 1 EACH HAGER 236W x 630 2-6 . o )
SILENCERS: 2 EACH HAGER 307D RBR N ™ ' 2, 3-0 2
§ i HEAD = ' S
Y R _!‘_ )
£ i HEAD @
| \ ) JAMB @ =<|3 §/ //—TEMP GLASS
) N %o . 1
I ~2AVE s [ ™ % 2
i 2 o N\ o o JAMB ( : )
\ © © ©
”
¢_12 AL L L SILL \
-6 SILL
-“_ ’ ”
2'-10 ~ S

OR ®
SCALE: 1/4" = 10"

DOOR FRAME

SCALE: 1/4" = 1'-0"

31_0)1

DOOR

SCALE: 1/4" = 1'-0"

3)_4'1

DOOR FRAME
SCALE: 1/4" = -0
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KEYED NOTES -

™

PLAN:

PRE-WIRED (MTH RECEPTACLES) BY MANUFACTURER. ELECTRICAL CONTRACTOR TO MAKE

CONNECTION FROM JUNCTION BOXES AT THE TOP OF HOOD TO THE ELECTRICAL PANEL.
BROILER HOQOD:

PRE-WIRED (MTHOUT RECEPTACLES) BY MANUFACTURER. ELECTRICAL CONTRACTOR TO MAKE

CONNECTION FROM JUNCTION BOXES AT THE TOP OF HOOD TO THE ELECTRICAL PANEL.

ELECTRICAL CONTRACTOR TO FURNISH AND INSTALL APPROPRIATE RECEPTACLE AND COVER

PLATE BASED ON SELECTED OVEN AND BROILER.

ELECTRICAL CONTRACTOR TO RUN CONDUITS AND WIRE THRU EQUIPMENT CHASE AND CONNECT TO
CIRCUITS PROVIDE IN J-BOX BY EQUIPMENT MANUF.

VERIFY POWER REQUIREMENTS FOR SELECTED WATER HEATER.

ABOVE CEIL'G 1
FOR TV MONITOR

POS COND. SEE E-5 (TYP.)

7

e

M

INSTALLED ON TABLE

»(DRIBY IPH 20A

»(SRIIBY IPH 1BA

(SRIIBY IPH 1BA
(SRIIBY IPH 1BA
(DRIBY IPH 20A

CONTROL PANEL — || :l

PNL
MAI

EXISTING
POWER CO.
METER, SEE

L —RISER
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REVISIONS

B-13,15

' PNL

IAI
. B-12 4 RECEP. ABOVE CEIL oL ﬂu] o
REAR DOOR ALARM — ”"MONITOR 4000” BY SECURITY PRODUCTS, INC. OR APPROVED EQUAL. +18”" AFF. i (\—24 : : @ |*+’°t33

MOUNT SIMPLEX RECEPTACLE FOR POWER SUPPLY 6" ABOVE CEILING.

NEW AND RELOCATED REC'P
EC. TO YERIFY

PERMANENTLY CONNECTED KITCHEN EQUIPMENT NOT SUPPLIED WITH ON/OFF UNIT SWITCH (WHICH

IS PART OF THE APPLIANCE) TO SERVE AS A DISCONNECTING MEANS. UNIT SHALL BE SUPPLIED WITH
A DISCONNECT AS PER N.E.C., FURNISHED BY THE ELECTRICAL CONTRACTOR. |

G.C. TO VERIFY ELECTRICAL REQUIREMENTS FOR FIRE SUPPRESSION SYSTEM AND
AUTO—-SELENOID GAS SHUT-OFF VALVE.

RUN 2" CONDUIT TO MANAGERS OFFICE FOR CABLE TV.

__A-3436NOTE[4] | g

2” CONDUIT TO
4” ABOVE CEIL:
W/ ELBOW

IN WALL. TYP.
@ TOP

|
REFER TO SHEET E-5 FOR
P.0.S. SYSTEMS ELECTRICAL
INFORMATION.

ERlE U

I
] |
:: N
S o)
= o

O B-22

HEAT TAPE IS PROVIDED BY WALK—IN BOX MANUFACTURER AND INSTALLED BY ELECTRICAL CONTRACTOR.
CONTRACTOR SHALL COORDINATE INSTALLATION AND SUPPLY 120V CIRCUIT AND RECEPTACLE AS DIRECTED BY
BOX MANUFACTURER.

JUNCTION BOX FOR LIGHTED DISPLAY SIGN. HEIGHT 72" +—, VERIFY WITH MANUFACTURER.
STAINLESS STEEL SERVICE CHASE TO CEILING FURNISHED BY EQUIPMENT MANUFACTURER.

CONTRACTOR SHALL OBTAIN WIRING DIAGRAM FROM W.l.B. MANUFACTURER AND INSTALL AS DIRECTED.

CONTRACTOR SHALL COORDINATE EQUIPMENT INSTALLATION WITH EQUIPMENT MANUFACTURER’S
INSTALLATION PERSONNEL. N
©

PRE-WIRED BRANCH CIRCUITS DISCONNECTED FOR SHIPMENT TO BE RE— CONNECTED BY MANUFACTURER’S
INSTALLATION PERSONNEL ON SITE.

ELECTRICAL CONTRACTOR TO PROVIDE CORD WITH PLUG AND WIRE TO STANDARD BROILER.

WHEN USING NEICO 9025 OR MARSHALL 2001 "FLEX" BROILER,

PROVIDE 8 GA., 5 WIRE CORD AND TWIST PLUG. BROILER CONNECTION TO BE PROVIDED ABOVE CEILING,
NEXT TO HOOD.

CONTRACTOR SHALL COORDINATE CONDUIT RUN BETWEEN FREEZER/COOLER EVAPORATORS, AND ROOFTOP
REFRIGERATION UNIT WITH MANUFACTURER’S FURNISHED WIRING HARNESS.

ELECTRICAL CONTRACTOR TO PROVIDE JUNCTION BOXES INSIDE WALL @ 48" A.F.F. WITH STUB-UPS TO CEILING FOR
AMEREX PULL SYSTEM AS REQUIRED BY EQUIPMENT SUPPLIER.

SMOKE DETECTOR ALARM PANEL, REFER TO SHEET M—1 FOR LOCATION OF A/C UNITS WITH SMOKE DETECTORS.
(3) 1" E.C. TO BASE OF D/T ORDER STATION FOR D/T COMMUNICATIONS SYSTEM, SOUND/DATA/POWER.

6" BELOW CEILING FOR CONDENSATE DRAIN LINE TAPE HEATER.

TO MASTER RELAY PANEL. SEE SHEET E-5.

MANUAL ON—OFF CONTROL PANEL — REFERENCE SHEET E-5

MASTER CONTACTOR PANEL — REFERENCE SHEET E-5 AND NOTE #23 BELOW.

OPTION #1:

RECESS ELECTRICAL CONTACTOR PANEL & PANELS 'A’, 'B’, & 'M' IN FURRED OUT WALL ADJACENT TO
EXTERIOR FRAMING. G.C. TO VERIFY PANEL SIZES PRIOR TO FURR—OUT TO INSURE ADEQUATE SPACE.
OPTION #2:

HILL PHOENIX INTEGRATED WALL UNIT INCLUDES PANELS 'A’, 'B’, 'M’ AND MASTER CONTACTOR PANEL
IN ONE CABINET. UNIT TO BE SURFACE MOUNTED ON 4" HIGH CONCRETE CURB.

REFERENCE SHEET E—5 FOR ADDITIONAL INFORMATION.

PROVIDE VISUAL STROBE ALARM MOUNTED AT 80" A.F.F. TIE TO H.V.A.C. SMOKE ALARM SYSTEM.

| |
[T L T T T

, KITCHEN

E.C. TO SURVEY EXISTING POWER
DISCONNECT EXISTING AND INSTA
AS DIRECTED BY OUWNER

[ ik
| |

\ L____Ji _ dii: f

REC'P.
L NEW EQUIPMENT

-
-

AT

@

Il
5 I
e = _ 9w _________.d

EXISTING
COOLER/
FREEZER

® @ CERE
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LAl B-17,19 ®
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®

GENERAL LIGHTING NOTE:
EC. TO SURVEY EXISTING LIGHTING.
EC. TO RE-WIRE NEW LIGHTING TO EXISTING E

LIGHTING CIRCUITS - SEE CEILING PLAN
FOR NEW FIXTURE LOCATIONS AND SFPEC'S

r
|

ELECTRICAL CONTRACTOR (EC) — GENERAL NOTES:

A ALL WORK SHALL BE IN ACCORDANCE WITH THE NATIONAL ELECTRICAL CODE AND OTHER APPLICABLE CODES AND
STANDARDS.

B.  ALL DEVICE BOXES SHALL BE INSTALLED FLUSH AND CONDUITS RUN CONCEALED IN FINISHED AREAS EXCEPT AS
SPECIFICALLY SHOWN/NOTED OTHERWISE.

C.  INSTALL POWER AND CONTROL WIRING AND REQUIRED CONTROL COMPONENTS FOR AIR CONDITIONING SYSTEMS AS
SHOWN/NOTED ON THE DRAWINGS AND PER OTHER APPLICABLE DRAWINGS/INSTRUCTIONS. REFERENCE MECHANICAL
DRAWINGS.

D.  WIRE SIZE SHALL BE #12 (MINIMUM) UNLESS OTHERWISE NOTED. WIRE SIZES SMALLER THAN #6 AWG SHALL BE

THHN/THWN.  #6 AWG WIRE AND LARGER SHALL BE THW, UNLESS NOTED OTHERWISE.

WIRE (CONDUCTOR) COLORS SHALL BE AS PER APPLICABLE CODES.

ALL CONDUCTORS SHALL BE COPPER.

ALL CONDUCTORS SHALL BE RUN IN CONDUIT, EXCEPT LOW VOLTAGE CONTROL AND COMMUNICATIONS CABLES.

ALL MATERIALS SHALL BE UL APPROVED.

ALL BRANCH CIRCUITS, EXCEPT INTERIOR LIGHTING, EXTERIOR BUILDING SIGNS, PARAPET LIGHTING AND SOFFIT LIGHTING TO

HAVE A GREEN EQUIPMENT GROUNDING CONDUCTOR SIZED AS PER NEC 250-122.

PVC (SCHEDULE 40) PERMITTED BELOW SLAB AND BELOW GRADE ONLY. LI TTTTTUUTTTTTL T CTTTT

T IS INTENDED THAT AN EQUIPMENT GROUND CONDUCTOR (GREEN) SHALL BE RUN IN POWER CIRCUIT CONDUITS WHETHER

OR NOT THE CONDUIT IS PVC. |_ J

Ion

L]
email:ariiel@sbcglobal.net

RESTAURANT FOR

FAX: 440-333-6902
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Syracuse, New York 13217-6969

968 James Street P.0O. Box 6969
(315) 424—-0513

Carrols Corporat
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AH-RIEL ARCHITECT

I
ALL EMPTY CONDUITS TO BE PROVIDED WITH NYLON PULL STRING. N E W E L E C T R I C A L

M. (I;lgnDlTrYlgﬁgRlﬂEN PANEL DIRECTORY SHALL BE FURNISHED AFTER JOB IS COMPLETED REFLECTING ALL AS BUILT SCALE: 1/4" = I'-@" |

ALL BRANCH CIRCUITS SHALL BE PROPERLY PHASE BALANCED.

ALL DATA EQUIPMENT TO BE FED BY A DEDICATED CIRCUIT WHICH CONSISTS OF A POWER CIRCUIT THAT FEEDS THIS TYPE

OF EQUIPMENT ONLY WITH A SEPARATE GREEN GROUNDING CONDUCTOR CARRIED ALL THE WAY BACK TO THE PANEL TO

BE CONNECTED TO THE GROUNDING SYSTEM.

FUSES SHALL BE DUAL ELEMENT, TIME DELAY TYPE UNLESS OTHERWISE NOTED.

EC SHALL VERIFY INTERIOR DECOR THEME TO BE USED AND COORDINATE WITH SAID THEME.

EC SHALL INSTALL AND CONNECT WIRING TO ALL SIGNS.

EC TO COORDINATED ROUGHING—IN TO ALL EQUIPMENT WITH EQUIPMENT SUPPLIER PRIOR TO INSTALLING CONDUITS.

ALL CONDUIT RUNS TO KITCHEN EQUIPMENT SHALL BE RUN ABOVE CEILING.

MAINTAIN 12" CLEARANCE BETWEEN P.0.S. COMMUNICATION CONDUITS AND LIGHTING FIXTURES AS WELL AS POWER

CONDUITS..

V. CUTTING AND NOTCHING OF 2x4 BEARING WALL FRAMING NOT TO EXCEED 7/8". BORING HOLES IN 2x4 BEARING WALL e
FRAMING NOT TO EXCEED 2 1/8". /LU';’@

c-7,9,11
(SEE NOTE [9] )

—

HLYON

19120 OLD DETROIT RD. ROCKY RIVER, OHIO

TEL: 440-333-6900
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SYMBOL LEGEND

DESCRIPTION

TOGGLE SWITCH — SINGLE POLE
PUSHBUTTON SWITCH

DETAIL

HUBBELL #1221—I

SINGLE RECEPTACLE HUBBELL #5361l

DUPLEX RECEPTACLE HUBBELL #5362—I

208V, 19— #5352-|
208V, 3¢ — #8420

TELEPHONE OUTLET WITH BUSHED HOLE COVERPLATE

208V RECEPTACLE HUBBELL

ELECTRICAL CONTRACTOR (EC) — KITCHEN EQUIPMENT:
A.  EC TO PROVIDE AND INSTALL RECEPTACLES, CAPS AND CORDS AS REQUIRED. CAPS AND CORDS ARE TO BE INSTALLED @r\
ACCORDING TO THE MANUFACTURER'S INSTRUCTIONS. we
B. EC TO CONNECT ELECTRICAL SERVICE DIRECTLY TO EQUIPMENT ACCORDING TO THE MANUFACTURERS'S INSTRUCTIONS. EF-2 (L1315
EC TO RECONNECT ELECTRICAL CIRCUITS ON PRE-WIRED EQUIPMENT DISASSEMBLED FOR SHIPMENT. (SEE NOTE[9])
WHERE EQUIPMENT IS NOT PRE-WIRED, EC TO CONNECT THE ELECTRICAL SERVICE AND PROVIDE INTER-WIRING AS
REQUIRED.
E.  WHERE RECEPTACLES ARE PROVIDED WITH THE EQUIPMENT, EC TO PROVIDE AND INSTALL ELECTRICAL SERVICE DOWN FROM M- M-2
ABOVE THROUGH THE SERVICE CHASE PROVIDE WITH THE EQUIPMENT.
F.  KITCHEN EQUIPMENT SUPPLIER DRAWINGS INCLUDE ONLY THOSE RECEPTACLES REQUIRED FOR SPECIFIC KITCHEN we wP
EQUIPMENT. REFER TO THE ARCHITECTS/ENGINEERS ELECTRICAL DRAWINGS FOR LOCATIONS OF UTILITY AND GENERAL
PURPOSE RECEPTACLES. WP/GF
EC TO VERIFY THE UTILTY REQUIREMENTS FOR ITEMS NOT PROVIDED BY THE KITCHEN EQUIPMENT SUPPLIER. A/C-1 A/C-2
ALL PORTIONS OF WORK SHALL BE DONE IN ACCORDANCE WITH APPLICABLE LOCAL, STATE AND NATIONAL CODES,
ORDINANCES AND STANDARDS.

ABBREVIATIONS
| NOTIFY THE KITCHEN EQUIPMENT SUPPLIER PROJECT MANAGER IMMEDIATELY OF COMPLIANCE WITH A LOCAL, STATE OR

NATIONAL CODE IS IN CONFLICT WITH THESE DRAWINGS. A3 CONDUIT RUN WITH ARROW DENOTING HOMERUN.

OPT. WP_OUTLET SUBSCRIPT INDICATES PANEL AND CIRCUIT NO.

A S k GROUND CONDUCTOR REQUIRED IN ALL CONDUITS
: BUT NOT INDICATED

JUNCTION OR GANG BOX

CABLE TELEVISION OUTLET
BUZZER / BELL

o0

REAR DOOR ALARM

Hgg@@&@@@-@-@-

TRANSFORMER

EF-3

SEE LIGHTING

PLAN -| BHT. E-1.

T &

BK—2068
339 STATE STREET
WATERTOWN, NY 13601

BK—22 REMODEL
NEW ELECTRICAL PLAN

PROJECT NUMBER

CLS#401

CONDUIT TO BLDG. INT.,
VERIFY SIZE & GFCl | GROUND FAULT CIRCUIT INTERRUPTING

LOCATION W/ OWNER.

W.P. | WEATHERPROOF

SHEET NUMBER

E-1

A.F.F. | ABOVE FINISHED FLOOR.

ROOF PLAN

ISOLATED GROUND




12

PM, 0.25

FOR REFERENCE ONLY

D | HCM OR 9 9 M.C.B.—600 A,(SEE PNL.GEN. PAN E|_ GEN ERAL NOTES
_ NOTE A.
WESCO-WCA OR PAN EL M VOLTS _)1 20/208 38 4W 60 HZ A. MAIN BREAKER SHUNT TRIP PROVIDED ONLY WHERE REQUIRED BY LOCAL CODE.
GE-CCB : B. ALL PANEL BUSSES AND CONNECTIONS TO BE COPPER.
CH-MP40 C. %O%mﬂug BﬁlEr\/l\KERS IN PANELS M, A, B, C & D TO HAVE UL RATING FOR
cCT 1.C. (MIN.).
NO DESCRIPTION VOLTS | PHASE | POLE | FRAME | TRIP | KVA | AMPS [T IS_ELECT.CONTRACTORS RESPONSIBILITY TO CONTACT THE ELECTRICAL
: UTILITY CO.AND OBTAIN WRITTEN CONFIRMATION OF THE AVAILABLE FAULT
1 | A/C UNT #1  (PACKAGE UNIT ON ROOF) 208 3 3 100 50 | 137 | 38 CURRENT @ THE SITES.CIRCUIT BREAKER A.L.C. RATING SHALL BE INCREASED
OR LOWERED FROM THE 22000 A.I.C. BASED ON THE TOTAL FAULT CURRENT AT
2 | A/C UNT #2  (PACKAGE UNIT ON ROOF) 208 3 3 100 50 | 137 | 38 THE LINE SIDE OF THE MAIN CIRCUIT BREAKER. PRESENT INFORMATION TO
BURGER KING FOR APPROVAL OF REVISED RATINGS AND INDICATE CHANGE ON
3 | A/C UNIT #3 (PACKAGE UNIT ON ROOF) 208 3 3 100 50 | 13.7 38 AS—BUILT DRAWINGS. ALL CIRCUIT BREAKERS MUST BE RATED AT OR ABOVE
RATED FAULT CURRENT.
4 | A/C UNIT #4  (PACKAGE UNIT ON ROOF) 208 3 3 100 50 |137 | 38 D. PROVIDE GROUND BUS IN ALL PANELS.
5 120/208 3 3 E. CONTRACTOR SHALL RUN A #10 GREEN GROUND CONDUCTOR FROM PANEL ‘A’
PANEL A / 225 | 200 | 38 | 104 GROUND BUS TO GROUND LUG AT 'MASTER RELAY PANEL'.
6 | PANEL B 120/208 3 3 225 200 31 86
7 | PANEL C 120/208 | 3 3 225 150 | 21 57
8 | PANEL D 120/208 | 3 3 150 125 | 27 74
1. ALL FUSED DISCONNECT SWITCHES
TO BE PROVIDED BY CONTRACTOR.
TOTAL 473 2. SEE PANEL NOTES.
LESS DEMAND COOKING LOAD — 50.5 AMPS 3. SEE GENERAL NOTES.
. ) 4225 AMPS 4. "T.C.” INDICATES TIME CLOCK (OR TIME SWITCH)
SERVICE ~ 4—#350 kemil (CU) IN EACH OF 2- 3" CONDUITS 5. SEE MASTER CONTROL SYSTEM WIRING DIAGRAM FOR

ADDITIONAL CIRCUITS FROM PANEL 'A’ THAT ARE
CONTROLLED THRU THE M.R.P.

6. PROVIDE AN ISOLATED GROUND BUS IN PANEL &
RUN CIRCUIT GROUND WIRE TO THIS BUS. RUN_ A
6 GREEN GROUND FROM THIS BUS TO MAIN SERVICE
ROUND POINT.

7. 1/0 BARE COPPER GROUNDv$25’ LG.) IN COMPLIANCE TO
N.E.C. ART. 250-81(C) BELOW GROUND. [T SHALL BE
PROTECTED W/2" OF CONCRETE ALL AROUND OR ENCASED
IN FOOTING, ABOVE GRADE IT SHALL BE RUN IN 3/4"C.

EC. TO VERIFY EXISTING CIRCUIT LATOUT -
MODIFT AS REQUIRED.
RELOCATE PANEL 'C' AS INDICATED ON DRAWINGS

[D] -NQOD - MAINS: M.LO. = 225A
GE  -NLAB PANEL A
WESCO -W22B VOLTAGE:  120/208V, 38, 4W 60 HZ
CH-PB
¢ /lcct| voLTS-AMPS ccT g /
B/P
L0 "IN | za | @B | @c [NO /LY |00
30 /] 1 1000 20
k%
POLE LIGHTS #10 500 5 1 #12 | DINING ROOM LIGHTS
; ; 3 1000 20
k%
, 800 . 1 DINING ROOM LIGHTS
POLE LIGHTS *x S0 /15 1000 20 KITCHEN AREA LIGHTS
1800 6 1
\ \ . 7 | 1000 20 KITCHEN AREA LIGHTS
9 1800 8 1
20 / g 20
k%
POLE LIGHTS #12 o <17 OFFICE/ STORAGE LIGHTS
; \ . 11 20 TOILET LIGHTS/ EF—3
9 900 121/ 1 /
20 13 20
k%
POLE LIGHTS 5 1 INSIDE MENU BOARD
" " x 15 20 ANSUL FIRE ALARM SYSTEM
9 1000 16|/ 1 LOCK-ON BREAKER
ROAD SIGN (PYLON) *x 20 1 17 = 20 1 SECURITY CONTROL PANEL
20 19 20
READER BOARD *x NIGHT LIGHTS
EADE 1 1000 20 1
20 /] 71 1800 20
£ 33
EXT. SOFFIT LIGHTS 1 520 51 GAS VALVES
20
EXT. SOFFIT LIGHTS x 20 1 23 1600 TAPZ DINING ROOM RECP.
20 25 20
BUILDING LOGO (ROUND)  ** 1 S5 171| V| erare
20 27 1800 20
*%
FASCIA SIGN (BUBBLE) 1 e 5 #10 | SHAKE MACHINE
EXTERIOR SOFFIT LIGHTS  ** 2071 29 1750 / » »
1 1440 30
20/] 31 | 1750
PARAPET (L.E.D * . .
(LED) 1 1440 32 3|V
20/] 33 1700 30
DIRECTIONAL SIGNS *x
1 140 =7 #1|o FROZEN COKE
. 20/ 35 1700 “b - -
DIRECTIONAL SIGNS (IF REQ'D) , 1120 351/ 2
20 37| — 20
_ SPARE
SPARE 1 — 38|/
20 39 — 20
SPARE _ SPARE
1 — 40|/ 1
SPARE _ |24 — 201 SPARE
1 — | 42
SUB_TOTAL | 11610 13900 11830
120 120 120 TOTAL 37340 VA 38 KVA
AMPS 97 116 99 " 104 AMPS
PANEL 'A’ NOTES:
1. ** WIRE SITE LIGHTING AND SIGNAGE CIRCUITS THRU CONTACTORS #1 AND #2.
2. ALL BREAKERS SHALL BE RATED FOR SWITCHING DUTY.
3. * VERIFY CIRCUIT REQUIREMENTS FOR PYLON SIGN.
4. **x WIRE THESE CIRCUITS THRU THE FAN RELAY PANEL SEE SHEEY E—4
(D] -NQOD Y s MAINS: M.LO. = 225A
GE  -NLAB PANEL C
WESCO -W22B VOLTAGE:  120/208V, 39, 4W 60 HZ
CH-PB
¢ /lcct| voLTS-AMPS ccT g /
B/P
L0 YIVNo | o | @B | @ No ||V |00
CONVECTION OVEN # | 410 [ ! 1288 5 30 /1 #10 | ROUND-UP TOASTER
) ) " 3 1000
1800 4 2
*k -
v 3 7800 5 #10 | ROUND-UP TOASTER
* 15 7 1000
BROILER EXHAUST FAN #12 800 3 )
: : - 9 15 /| #12 | DUKE HOLDING UNIT
1000 10
n n ** 11
3 900 121 2
FRYER EXHAUST FAN *x 20 /113 15 /1 412 | DUKE HOLDING UNIT
900 12
n n ** 1 5
v 2 1000 16|/ 2
SPARE ** 2 , L 18 2 1 #12 | SPECIALTY BOARD
20/ 19 20
SPAR *x SPECIALTY BOARD
E 1 1000 20l 4| 1125
SMOOTHIE REC'P | g2 (29|21 D71 — | seare
1 22
, 23
SMOOTHIE REC’P 12
# 24
SALAD PREP UNIT 12 |20 22 %
26
27
28
29
30
31
— 32
33
1440 34
35
1440 36
37
1440 38
39
40
41
42
~ 8940 6240 5140
SUB-TOTAL 120 120 120 1oL 20320 VA 21 KVA
AMPS 75 52 43 ‘57 AMPS

PANEL 'A" NOTES:

1. ** WIRE SITE LIGHTING AND SIGNAGE CIRCUITS THRU CONTACTORS #1 AND #2.
2. ALL BREAKERS SHALL BE RATED FOR SWITCHING DUTY.
3. * VERIFY CIRCUIT REQUIREMENTS FOR PYLON SIGN.

4. *** WIRE THESE CIRCUITS THRU THE FAN RELAY PANEL SEE SHEEY E—4

[D] —~NQOD 9 9 MAINS: M.LO. = 225A
GE  —NLAB PANEL B
WESCO -W22B VOLTAGE:  120/208V, 39, 4W 60 HZ
CH-PB
¢ /lcct| voLts-AmPS ccT g /
B/P
LOAD VN | @a g8 | gc No |V
P.0.S RECEPTACLES X | 412|% 1 L ;ggo 5 2 1 #12 | G.F.I ON ROOF
1320
P.0.S RECEPTACLES X 20 1 S =5 : 20 1 FRONT DRIVE-THRU RECP.
ISOLATED DRIVE-THRU SPEAKERS 20 | S =5 - 20 1 REAR DRIVE-THRU RECEPTACLES
DRIVE-THRU MENU BOARD 20 1 7 ;ggo - 20 1 OFFICE RECEPTACLES
DRINK BAR RECEPTACLES 2071 9 = = 20 1 RECEPTACLES ABOVE OFFICE
DRINK BAR RECEPTACLES 20,71 11 - 20 1 RECEPTACLES ABOVE DRIVE-THRU
DRINK BAR COFFEE 0 /113 1925 20 RECEPTACLES @ COUNTER
720 141/ 1
" " 15 1925 20 FRYER RECEPTACLES
2 16/ 1
ICE MACHINE #o |20 /117 2060 = 20 1 FRYER RECEPTACLES
|
" " J/ 19| 2060 20 #12 [DRIVE-THRU CAMERA RECP.
2 201/ 1
COFFEE MACHINE @ DRVE-THRU| 12 20 1 21 3150 = 20 1 CREW,/ STORAGE RECEPTACLES
COKE MACHINE @ DRIVE-THRU 20 1 25 3150 7 2 |V [seare
HOT CHOC. @ DRIVE-THRU 20 1 25 55130 /| #10|FReEzeR
MENS HANDDRYER 20/ 27 / » »
1 720 28
WOMENS HANDDRYER 2071 29 1600 ARV "
1 — 30
20 /] 31 20
COOLER
HOT WATER ELEC START 1 = > #1|2 E
33 \ )
2
SPACE 1664 34 / v
35 20
SPACE = = 1 COOLER/ FREEZER LIGHTS
37
SPACE
38
SPACE Y T
40
SPACE — 41
42
SUB_TOTAL | 10129 11299 9194
120 120 120 ToTAL 30622 VA 31 KVA
AMPS 85 95 77 " 86 AMPS
PANEL 'A’ NOTES:
1. * PROVIDE ISOLATED GROUND BUS
2. *xx CONTRACTOR SHALL WIRE THESE CIRCUITS THRU FAN RELAY PANEL.
3. X PROVIDE HLO-1 HANDLE LOCK OFF
b)) bR . _
[0] Q0 NOTE:FURNISHED BY MAINS: M. L 0. = 1254
+ PANEL D . EQUIP.MFG.
LOCATED IN EQUIPMENT IN_EQUIP. VOLTAGE: ~ 120/208V, 308, 4W 60 HZ
¢ /lcct| voLts-AmPs ccTle
B/P B/P
LOAD w LNO A B & N O i ] LOAD
DUKE HOLDING CABINET 2 |/ H —* #10 | ROUND-UP TOASTER
” ” 3 ¢ ” ”
*k
* #10 |/ 2 2110 4 2
— | — S 30 ** ok
SPACE — - #10 | BROLLER
—_— 7 _____ » »
SPACE _ — -
MICROWAVE OVEN 20 /.8 1600
EOE #12 1820 10 31y
" " 11 1600 20
9 =0 > L |#12 | DUPLEX
20 /|13 2475 20
STEAMER =20 ) | #12 | DUPLEX
" " 15 2475 LOWER SANDWICH HOLD
2 1310 16 STATION AND HEAT LAMP
DUPLEX 20117 720 UPPER SANDWICH HOLD
1 1310 18 STATION AND HEAT LAMP
DUPLEX 201 9 | 720 = 20 /1 412 | DUKE HOLDING CABINET
|
MICROWAVE OVEN 20 /121 1600 —1/ 2 v
- 1600
: Y 9 2 - 301 #10 | FRY STATION
7845 10915 7770
AMPS 66 91 65 TOTAL: 74 ampPs
NOTES:

1) EQUIPMENT OUTLETS & CONNECTIONS INDICATED FOR PANEL "D”
ARE INSTALLED AND WIRED IN MAIN PREP BOARD BY EQUIPMENT
MANUFACTURER. ELECTRICAL CONTRACTOR SHALL PROVIDE AND
CONNECT FEEDER WIRE & CONDUIT TO PANEL "D” BROUGHT DOWN
THRU EQUIPMENT SERVICE CHASE.

2) THIS SCHEDULE SHOWN FOR REFERENCE ONLY.

3) PREP. BOARD EQUIP. MFR. SHALL PROVIDE GROUND BUS IN PANEL AND EQUIP. GROUND CONDUCTOR
FROM PANEL TO RECEPTACLE DEVICES. (TO BE RUN WITH BRANCH CCT. TO DEVICE)

4) ***CONTRACTOR SHALL WIRE THESE CIRCUITS THRU FAN RELAY PANEL .
SEE SCHEMATIC DRAWINGS THIS SHEET AND SHEET E-4.

3299 STEELYARD DRIVE
CLEVELAND, OHIO

CONDUCTORS AS DIRECTED

— ¢ 3\_‘ TERMINATE RACEWAYS AND
BY POWER CO.

& N
C§S%;;\ Jg%;i;l
QS <
R
?
e Be
Ly 2-#12 & 1-#12 GND.
— & . ALL ELECTRIC SERVICES
TO KITCHEN EQUIPMENT
———n— 3-#12 & 1-#12 GND. | 3-#6 & 1—#10 GND. SHALL BE OVERHEAD
IN 1/2" C. "IN 1" COND.
i o bt ki
| GND. IN
| 1 1/2” C. M_7
steR 4§3/08146 GND. — 44350 kemil IN EACH OF 2 — 3" C.
BE\EG RvmmocN | MASTE IN 2 1/2" C.
PANEL
SHT. E—4 GENERAL ELECTRIC
| SEE RISER @ THYRITE ARRESTOR
IC NOTE #6 ) 3—POLE, 4-WIRE
) T—11/2°C 9L1SOB£COO3
N
CONTROL cT WESTINGHOUSE
PANEL PANEL A PANEL PANEL PANEL cAN VALVE TYPE ARRESTOR
D " S 634.A.217.A01
WPE \ | (INDOOR W/ W.P.
LOCATED IN L STRAP | BOX g‘R COVER)
MGRS. OFFICE / GROUND BUS — ., SQUARE D
SEE SHT. E-2 | a
- EB-2. ~ - J-9200-9A
M-6 L -C J
4#3/0&1#6 GND. [
N2 1/2" C. ¥ LOCATE PER POWER CO. REQUIREMENTS
KITCHEN EQUIPMENT ABOVE GROUND 3/4°C PROVIDE MAIN BREAKER SHUNT TRIP
MOUNTED PANEL- éz O FOR GROUND. BREAK GLASS SWITCH (ASCO OR EQUAL)-
CONTRACTOR CONNECT V=5 Sbe N.EC.250-81(C) — | WHEN REQUIRED BY LOCAL CODE— MOUNT
FEEDER. 443/0&146 GND. : W.P. SWITCH FLUSH IN OUTSIDE WALL
N3 1/2" C. ‘ L 2 AT METER LOCATION.
é%ZOBARE N 20 #6 COPPER SOLID (GROUND)
’ 44350 kemil IN EACH OF 2 — 3" C.
FIN. GROUND (SEE D S
BURGER KING FLR. _ RISER NOTE 4#7) > i f —_
STEELYARD COMMONS B o TG
COLD WATER PIPE
SEE NOTE 6
1#6 ISOLATED
GND.IN 1/2"C.

ELECTRICAL RISER DIAGRAM

N.T.S.

EC TO COORDINATE REQUIRED SERVICE ENTRANCE
GROUND WITH LOCAL POWER COMPANTYT
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AN / | REVISIONS
90 ) 90A X 90B X 90D
AN 90 ) 904908 |
| |
CONTRACTOR TO VERIFY ALL UTILITY REQUIREMENTS - . %’\ @ H
L
| T =
ITEM |Q@TY|DESCRIPTION o PLIED | BETALLED lvoLts PHASE [aMPs |WATER |DRANGAS |BTU  [NoTES oo 5'-0"
'e) |:| SMOOTHIE
1 1 |STATION, 9'-8" SELF SERVE BEVERAGE KES. KES. " IZIOEI ' TABLE r
a | |KIT,B-3/4" X 11:3/4" /6 SERVICE KES KES L £
CHASE F/56B AND AUX. BEV. STATION ' ' I 4 , X
2A LOT | SHELVING, UNDERCOUNTER KES. KES. | NEW/DRINKBAR i
2B 1 | CART, MOBILE CUP DISPENSING KES. KES. F/A10) CUP DISPENSING b | @ @ @ 18 w
i )
DISPENSER, COUNTERTOP CONDIMENT 4 i EX. X
' |coMparmENT KES. KES i HAND @ w
]
D |2 |DIGPENEER LID KES. KES. £ @ @ @ SINK
TOP, 32" X 90" 5/5 DRIVE TABLE WNOTCH HH ®
4 N Ny KES. KES. ' L]
] @ -
44 |1 [6NK DROP-IN HAND (OPTIONAL) KES. ac. 2" A | 112" : FD. @
5 2 |24%24 POS. TA . s, : = P
o vt = o | KITCHEN - oL o Z
6 1 | COUNTER, 24" X 48" NTERMETRO KES. KES. i Vs N Sk,
Pl L\ \ TANK @ 20"-24
) T | DISPENSER CUP KES. KES. L S \ N I N N e o I ———m——x == | ABOVE GRADE.
© 1 |DISPENSER 12 VAL ICE/SODA KES. KES. ) SNGLE |5 E N BTG WCORD ¢ PLIG : 8 S ~ Pie LA |
0A |2 |CARBONATOR KES, KES. ® SNGLE |62 W/CORD ¢ PLUG i o I N o7 fﬂs__ BA b ST L
1 1 DISPENSER, 8V ICE/60DA LANCER KES. KES. s 8INGLE |5 3/8" 3/4" W/CORD ¢ PLUG WATER THRU SODA LINE E . II BRoO ER*HOOD_ II o = 7 :IIIIIIIIIIIIIIIMII-: |||||||||||||||||Ig|||||||||||||||||||||||||||||||||||||||||||||||||||||||||||||||: —
1A 1 | CARBONATOR KES. KES. B SINGLE |62 W/CORD ¢ PLUG E* EXISTING EQUIPMENT TO REMAIN H % 70N N :: @”"_n 8 = = =
14 1| FROZEN COKE MACHINE-LANCER 550 (OPTIONAL) KES. KES. 2081230 SINGLE |30 : V% o L s N N EX = 5
u e ¥ 0 gy N ., 1 e e ——_—— —_—— _=—— = = = ‘ — H H
B |1 | SOFT SERVE FREEZER KES. KES. woms0 | TREE |M TAYLOR C707-C709 SINGLE FLAVOR | w i N) —k O =~ = =
% 1| BN, ICE STORAGE KES. KES. 34" : Y 7 OFFICE @ LT, .. i = =
6 1 [cueEr Ice KES, KES. B 8INGLE B " 3/4" W/ICORD ¢ PLUG E Q) ~ @ = =
208/230 THREE B REMOTE CONDENSER i . $ % @ @ | = =
16A |1 | CHASE, SERVICE FOR REFRIGERANTS LINES HT o e Fo=—= f X @ . =
: e 3 0 L(})J @ ! N \ ! ; 5 EXISTING =
m 1 [correE sERvER KES, KES. : Q) @ | = E== 100 e FREEZER =
nA 1 | COFFEE BREWER KES. KES. 208 SINGLE (13 ” W/CORD ¢ PLUG i o | | | s EXISTING . 5
| @- @ 1O [
® |2 |TEADISPENSER KES, KE®. 20 SINGLE |45 " W/CORD ¢ FLUG i 2N T 2 ] ]y S— : COOLER = = )
i > = g SALAD £ s s
20 1 | SANDWICH HOLDING STATION KES. KES. 20 SNGLE |20 : : = = ‘
2 1 | BOARD, MAN PREP WROC HEAT CHUTE KES. KES. onoe THREE |i00 100A MLO. PANEL BY KES. : @ @ @ = =
2A DISPLAY DEVICES: KES. GC. 5 8INGLE |15 KITCHEN MINDER TO BE LOCATED ON MAN . L~ = = = D
1 KITCHEN MINDER PREP BOARD, FACING FRYERS (ON PHU). ' o + E = 5
1 KITCHEN MINDER GRADE KITCHEN MINDER GRADE, D.T. TIMERS, @—’ i 5 5
2 DRIVE-THROUGH TIMERS LEVEL LIGHT AND CLOCK. TO BE CEILING n FD. = = =
1 LEVEL LIGHT MOUNTED. CENTER DEVICES ON MAN |_I| | @ | EXISTING POST T T T T T T T T T T O T
1 cLocK PREP BOARD, AT 8ERVICE CHASE, FACNG —_ " VIE.
FRONT 8ERVICE COUNTER 1 :iud
NEW 2-C SINK D RELOC. 3-C SINK
2 1 |SMOOTHE PREP TABLE RELoC IcE SINK = ®
1 |50" BROILER HOOD KES. GC. 120 SINGLE |5 ICE =
BA |1 |FAN EXHAUST KES. ac. 208 6NGLE | 32 —— — s/
2
1 CURB, ROOF KES. GC. i K
258 |1 |FIRE PROTECTION SYSTEM MANUAL PULL STATION GC. GC. | 2 . “Q
24 1 | BROILER DUKE MODEL FBB NATURAL GAS KES. KES. 1o SINGLE |2 95,000 : 64 61 62 43 60 %z
) 2 |FREEZER MOBILE WTHERMOMETER KES. KES. B SINGLE |25 WCORD ¢ PLUG | RELOCATED %
21 6 |RACK BIN KES. KES. | 3-c B
30 1 |STATION 31 x 26" D FRY HOLD KES. KES. 20 SNGLE |2! W/ICORD ¢ PLUG |
PITCO FRYER (NATURAL GAS) WICORD ¢ PLUG FOR CONTROLS AND — |
3l 1 | oK eeHepurDASRRACER 60U KES. KES. 120 8NGLE |95 20000 |WCORD 4 PLUG FOR CONTR : 4@ go%
3B || |SHORTENNG STORAGE UNIT WCADDY KES. KES. 5 SNGLE |20 W/CORD ¢ PLUG - DUPLEX 90" AFF. Q9 73
0
32 1 FRY DISPENSER / FREEZER KES. KES. 3 SINGLE |25 W/CORD ¢ PLUG |_ - (o2l e)) O < %
T |FRYER HOOD KES, ac 20 oNGLE |5 DINING ROOM C“’ < LS
"
33A |1 [FAN ExHAuST KES. GC 208 SINGLE | B2 o S~ | % o
~ ]
1 o o omm (1 —l O =
CURB, ROOF KES. GC IN =Py =
35 1 |SPECIALTY SANDUICH TABLE KES. KES. : Og — I "
P il (Nt i
35A |1 | 5/6/ SERVICE SHASE (3'x8") KES. GC. oo x ( ) Ve
(14
5 || QVEN CORITERIZED CONVECTION BLopGET! KEs, KEs, 208 eNGLE |21 |_ .n 8__,6 o %) a N
3A |1 |STAND, 30"xa8-1/8" MOBILE KNOCK-DOIN - LANG KES. KES. g o) _fi_’ 5 8 T < %
CABINET, HOLDING CRESCOR H3391358KC3 n omn
31 1 | V2 62 W CAGTERS WRACK INGERTS KES. KES. ) 8NGLE |15 W/CORD ¢ PLUG LL O %’ <Ir €
40 1 |BOX, WALK-IN COOLERFREEZER KES. GC. 2081230 SNGLE |35 COOLER N o .~ —I 4 o
208 HREE |i . FREEZER =22 3 3
3" HUB & LL' [
I SINGLE |10 FOR LIGHTS | 2 05 ©? ..
4 LOT |8HELVING, COLD STORAGE < CS 3 o — %
L
£2A NOT USED KES. KES o B 0 2~ -, 2
Fo
43 LOT | SHELVING, SMARTWALL KES. GC. O > M z W
DO o> v~~~ ==la3
44 LOT | SHELVING, WALL MOUNTED KES. GC < I ol
N
50 2 | OVEN, MICROWAVE (THIRD OPTIONAL) KES. KES. 208 SNGLE |20 wcor0 ¢PL06 1 ! "l . o400\ = IIIIIHIIIIIIIID = B0~
|
5 4 gAu?EmET,  OPENNG PRODLCT HOLDNG KES. KES. 208 SINGLE |15 WCORD & PLUG IO LTI LTI T i (/2] \ c 8%
52 1 |UNDER COUNTER FREEZER KES. KES. ) SNGLE |20 WCORD ¢ PLUG | N\ | Iél P
REFRIGERATOR, REACH-N SILVER KNG |_ o
53 I paviiac2a) KES. KES. B SINGLE |45 WICORD ¢ PLUG. | : .
TOASTER, RAFID VERTICAL TX208 PRINCE |
55 2 | aenE KES. KES. 208 SINGLE |30 WCORD & PLUG | AN
55A |1 | BUN RACK/BIN TOASTER CART KES. KES. | N\
60 |1 |9NK THREE comP KES. KES. 2" EA | 2* 2 EACH - HOT ¢ COLD UATER L
60A || | POUER 8OAK 6INK (OPTIONAL) KES. KES. 2" EA | 2* VERIFY POWER REQUIREMENTS WKES.
6l 1 |SINK ONE COMP WSGL 24" LH DRANBOARD KES. KES. 12" EA |2 — = = %
) 2 |3NK HAND KES. GC. 2" EA | 112" GC. TO PROVIDE S0AP, HAND SANITIZER — @ ’ 1 M N 1 A N Z IR
AND TOUEL DISPENSERS. REF. SHT A3] 5 :
Py
64 1 |Foop PROCESSOR (OFTIONAL) KES. GC. ) SINGLE | B W/CORD 4 PLUG - DUPLEX 48" AFF. SCALE: I/14" = I'-@" T :
5 1 |SALAD PREP INIT - TRUE T86U-21-2M-B KES. GC. 20 SINGLE |43 NEMA 5-15P s
7 1 |9AFE (NTELLIGENT SAFE 20x20%30) KES. KES. 120 8INGLE |1 W/CORD 4 PLUG o
1l 2 |LOCKERS KES. KES.
2 1 |RACK BAG N BOX SYRIP KES. KES.
Ell TER_WATER 8E| ECIO SCIENTIEIC
3 T [MFe20cC 60000 GAL CAPACTY KEB. ac. 7 ®
~—
4 1 |8YSTEM, BULK co2 KES. KES. )
19 1 |40B-C FIRE EXTINGUISHER (/D VEHICLE BRACKET) GC. GC. Te)
&0 I |4A-80B-C FIRE EXTINGUISHER (H/D VEHICLE BRACKET) | KES. GC. ' N
P K ExTNGUISHER (PLACARD BER NERA 12 AND KES KES L) — 4=
H/D VEHICLE BRACKET) &J Lol <t
% |5 |Pos. DEVICE KES. KES. 5 SINGLE |12 00 — > O _j
20A |1 |POS.PRNTER DEVICE KES. KES. 5 SINGLE |12 QO n = O
0B |5 | CASH DRALER (NOT SHOUN) KES. KES. S
°0C |1 |SPEED OF SERVICE TMER KES. KES. B SINGLE |12 O L
0D |1 |TICKET HOLDER (NOT SHOWN) KES. KES. N <<Z||xZ
3l 1 |OFFICE COUNTER ToP ac. ac | = = Lol
oA |1 |FLE cABNET OUNER OUNER \¢ ) QOllN=
) 1 | CREWROOM COUNTER TOP GC. GC. oy /| N
24 [1 [CREWTRANNG MODULE CABINET Gc. Gc. m N O | 5
%A 1 |MENIBOARD QUNER GC B SINGLE |18 N L \ O
% 1| OUTDOOR WASTE CONTAINERS (NOT SHOUN) KES. KES. <EI om 7
% 1 | SHAKE MACHINE - TAYLOR 430 2081230 THREE |1 =
PROJECT NUMBER

CLS#401

SHEET NUMBER

EQ-1




12

22 PM, 0.25

10:

3/12/2012 1

. . /]
Manufactured Pipe Protection IT||T 4
I & S Insulation Co., Inc. N ’
1819 So. Central Avenue, 38 AN - |~
Kent, WA 98032 : . | = | | | |
insulated I
206-859-1830 o pee - o L - L= o it
surround to protect N B ] /L T U | NEW 3" FL. 6INK |
seated users from || o g 2N VENTUP b 30 arEASE SAN m\ co.
Truebro I N 0O = T
uebro Inc. burns and sharp edges | 00 2 \
[ 1l
P.O. Box 42 —
Ellington, CT 06029 | P TO Fe. %
NEW 3" FL. SINK :0
203-875-2868 Manufactured Pipe Protection :
EX. KITCHEN
2;:’1" - PC. TO VIDEO CAMERA EXISTING SAN.
PIPE INSULATION AT LAV. — = NEW 2" - REPLACE ALL DAMAGED C.. PIPING
NEW 30 - RELOCATE EXISTING FIXTURES AS NOTED S
FL-_ - INSTALL NEW FIXTURES AS NOTED F
_ DRAIN - INSTALL NEW GREASE TRAP AS SHOWN
@ X | - RE-ROUTE EXISTING WATER LINES
11 X | TO NEW/RELOCATED FIXTURES
SINK & FAUC Il L ___ — = _
2 ! 1 [ ==l =
= T R N |~ NEW 3" GREASE SAN. o P S
@ A L}
l I ‘ ‘ o . II —\5 5/ / “ . :I TR |IIIIIIIIIIIIIIIII£ T T T T T OTTIOTTII I
Il a o0~ = =
ENCLOSURE | i T | ' =
/ ﬁ : : 0 ‘ ‘ I_ ——————————— M= _=s= == == =§I EX. -4 E
' . 2" v.-uP =
e I Vi | OFFICE . =
Il S| < -
UNTING BRACKET > | HIT™ —A— =
— ANCHOR TO WALL- o I . NEW 3 =
e\ NEW [ /N
o N 11 1 '1=DLIéAlN FD. 1/ O\
—— : : ® Zo4 (e /=1 b i
2 /2 1 1/2] DRAN — : -
i/ , CUSTOMER X : ‘ =
WATE N =
I/ UP TO| FAUCET ON SINK e I z } =
) =
11 - =
L) I =
FOOT PEDAL & I ! | =
— Il NEW 3" FLOOR : =
NEW I,@@@ GAL. IN GROUND l I I I SINK NEW | I | NN A
HAND SINK DETAIL GREASE TRAP - = i I | ReLoc. lcE g |
e ——————— - j [ Newz2-csN SN | | mElOC 3-CSINK
r— " —"——"———-= L H - = = )
NEW | | | | NEW - \i{ NEW
TO CITY <o | I I | co. NEW 4" GREASE LINE | | A —/ 1T —1— o
é SEWER | I I | ] L N
I I Al
b - | 1l
PLUMBING CONNECTIONS: NEW = 2 v 2 v
CO. | I L NEW 4" SANITARY LINE
PROVIDE 4" W, 3" v, I" CW | =l {1
=l
UR = GENERAL SANITARY NOTE:
PROVIDE 2" W, 1-172" v, 1" CW | - | r—— - T ] & —
LAV =l | | | P.C. TO SURVEY EXISTING SAN. LINES.
——— =l REMOVE ALL PLUMBING TO C.
PROVIDE 1-172" W ¢ Vv, 112" H ¢ CW L | R TNG: DRINKDAR | P.C. REPLACE AND/OR REPAIR EXISTING
HAND SINK, N SANITARY LINES AS NEEDED TO LIKE NEW
——————————— CONDITION AND AS DIRECTED BY OWNER
PROVIDE 1-1/2" W & Vv, 1/2" H & CW DINING ROOM
GENERAL WATER NOTE: I
PC. TO SURYEYT EXISTING WATER LINES. Tre I
SUPPLY LINE NOTES: PC. TO RE-ROUTE HOT ¢ COLD WATER
LINES TO NEW FIXTURE LOCATIONS.
PO NOT SCALE DRAWINGS TOILET ROOM LAYV. TO BE 1@ DEGREE
GENERAL CONTRACTOR AND PLUMBING CONTRACTOR SHALL VERIFY GAS REQUIREMENTS HOT WATER
OF THIS PROJECT BEFORE PROCEEDING WITH WORK.
ALL HOT ¢ COLD WATER PIPING LOCATED ABOVE CEILING AREAS BUT
BELOW ROOF INSULATION SHALL BE INSULATED WITH 3/4" FIBERGLASS LOW
PRESSURE TYPE WITH DUAL TEMPERATURE JACKET.
PROVIDE SEPARATE SHUT-OFF VALVES FOR ALL EQUIPMENT REQUIRING WATER
CONNECTIONS. SEE EQUIP. SCHEDULE ¢ SERVICE LOCATIONS IN SHT. EQ-1. |
PROVIDE COUPLINGS TO ALL EQUIPMENT AS REQUIRED. ‘ S— | _ | |
PROVIDE 1/4" DIAMETER AIR LINE ABLE TO WITHSTAND 52* PRESSURE TO RUN I Sl il nninnIi |
OVERHEAD FROM $0DA FACTORY DOUN TO TATLOR 5454 SHAKE MACHINE. |
(WHERE APPLICABLE. |_ N } AN
PLUMBING CONTRACTOR TO FURNISH ¢ INSTALL MECHANICAL GAS | ‘ AN
SHUT-OFF VALVES FOR FIRE PROTECTION SYSTEM. VALVES CAN BE OBTAINED
FROM THE FIRE PROTECTION STSTEM SUPPLIER ANSUL PN-556271-1 172", | AN
PROVIDE BACKFLOW PREVENTOR ON WATER LINES WHERE REQUIRED BY LOCAL CODES. | |
. ) CLEANOUT w/ BRASS SELECT OR PREMIUM ‘
PROVIDE WOOD BLOCKING AS REQ'D. FOR FIXTURES AND PIPING. (SEE SHT. A-1) SCREWED PLUG BACKFILL PER ITEM 912
EAST JORDAN MANHOLE E
APPROVED WATER FILTER SYSTEMS: EVERPURE MODEL *CB22312 OR FRAME AND COVER — , ; ,
8ELECTO SCIENTIFIC MODEL ™F620CC. 2 STANLESS STEEL (K OR APPROVED EQUAL BRASS PLUG N — = QI\/I 3 ’ N( ij = AN X2
RUN STYRUP LINES FROM SODA FACTORY TO DRINK DISPENSER ABOVE CEILING. POSTTVE. DRANAGE 1 O
Y
POSITIVE DRAINAGE REQUIRED SCALE: 174" = 1'-@" EI 55
GENE RAL NOTE 6: REQUIRED ‘/\/\N — | - = t " -'. 2(0 < '_ — \/\/\/\ & :_::;:’
. PO NOT SCALE DRAWINGS EJ By 18" MIN. /_ HYDRAULIC \ 24" — ' A
2. ALL HOT ¢ COLD WATER PIPING LOCATED ABOVE CEILING AREAS BUT 3|5 v B CEMENT VN, g
BELOW ROCF INSULATION SHALL BE INSULATED WITH 3/4" FIBERGLASS LOW UNDISTURBED g 4 : S E— =g ML PLUMBING FIXTURE SCHEDULE
PRESSURE TYPE WITH DUAL TEMPERATURE JACKET. ALL HOT AND COLD WATER = 1 5 o L B 1 ] Ip
PIPING LOCATED OUTSIDE OF BUILDING INSULATION ENVELOPE 8HALL BE g ‘ * £ s ) 1 9 = MARK | FIXTURE MANUFACTURER MODEL NUMBER MODEL NAME VALVE
INSULATED TO THICKNESS SPECIFIED IN INSULATION SCHEDULE SHOWN ON I
THIS SHEET. ALL UNDERGROUND PIPES LOCATED INSIDE BUILDING TO BE ENCASED INLET | 4 20" v s FVNT | e P=1 | WATER CLOSET AMERICAN STANDARD | 2234.015 MADERA SLOAN ROYAL #110
IN FLEXIBLE POLYETHYLENE. \ oc§>(%%8&ooo_ — _WATER LEVEL __ _ § | I P ] N g  OUTLET NOT UeED ELJER 111—-1527 NEWARK
a —{ P, [e)
3. LOCATE Cl. PIPES IN FURRED OUT SPACES AT TOILET RMS. b o -3 T 12" MIN. _ . 828 8800000 KOHLER 4350 WELLCOMME
4. PROVIDE WOOD BLOCKING AS REQ'D. FOR FIXTURES AND PIPING. BIEOD MngbuFllgEMD (%:géd,.-q / 4 4 10" MIN. FIRM P—2 | WATER CLOSET — ADA | AMERICAN STANDARD 2305.100 MADERA SLOAN ROYAL #110
SEE NOTE 13 663 .I I. 8 - 1 B RERD ELJER 111-2875 SHERWIN
NOTES: %900 v 4 N - 1418 P—3 | URINAL — ADA AMERICAN STANDARD 6501.010 WASHBROOK SLOAN ROYAL #186
- REINFORCED < < 23S —
. PLUMBING CONTR TO COORDINATE VENT STACKS WITH OUTSIDE AIR INTAKES ] VARIES PER 4.3 W ELJER 16171050 CORRECTO
OF A/C UNITS AND SUPPLY FANS ¢ MAINTAIN AT LEAST 12'-2" MIN. CLEARANCE __ MANUFACTURER | R KOHLER K—-4970—ET BARDON
OR AS PER LOCAL CODE REQUIREMENTS. BAFFLE 5 o :)/)\ P—4 | LAVATORIES AMERICAN STANDARD 0356 LUCERNE CHICAGO #797-317CP
2. INCREASE V.TR'S TO SIZE REQUIRED BY LOCAL CODES AND CONDITIONS = 14” MIN. 4. — ) ELJER 052—0164 BUCKNELL
AS REQUIRED FOR FROST ENCLOSURE. = o | e . SERICE WEIGHT KOHLER K286 1 HUDSON
3. RESEAL FLOOR DRAINS ACCORDING TO LOCAL REQUIREMENTS. 4, _ . =) ] { ;d 1 - CAST IRON PIPE OR P-5 | MOP SINK FLORESTONE CHICAGO #897—CP
4. SAFEWASTE PIPING ABOVE AND ALONG FLOOR SHALL BE SIZED IN ACCORDANCE R P R SR T s e gﬁgTED'HLELigEPVC’ 36"x24"x10" DEEP MODEL NO. MSR-—3624 ;ﬁgR_'CAN STANDARD #8344.111
5. P.VC. (SCHEDULE 4@) PIPE CAN BE USED FOR VENTS AND WASTE ONLY IF 8308 §’&°§o §%8b°80 %ch % KOHLER #8907
APPROVED BY LOCAL BUILDING CODES. SEE SPECS. FOR ADD'L. INFO. ° °©
P—6 | WATER HEATER EXISTING - ALTERNATE REPLACE
6. NEW FLOOR DRAINS (IF REQ'D) SHALL HAVE TRAP PRIME VALVES. R BEDONG REQUIRED CAST RON PIPE. RIGDLY il Sded AOSHITH / MODEL BT-80 (14 GAL. / 1500 BTUH)
(CRUSHED STONE, 'SLAG OR LMESTONE) . S#g&%RTBE?TBE?hGISE EBRE " U 0 B GAST P-7 | TEMPERING VALVE WATTS N170L—M2 | REPLACE AS REQUIRED
: ; NOTES:
ONE PIECE w/ TRASH TRAP 1. COMPARABLE FIXTURES BY AMERICAN STANDARD, ELJER AND KOHLER ARE ACCEPABLE
2. TOILET SEATS TO BE CHURCH 9500SSC, KOHLER K—4671—C, OLSONITE #10C OR EQUAL.
TYI:’[CAL QIQE A%E |NTE IQCE ?T@IQ 3. IN SINGLE USE RESTROOMS ALL FIXTURE MUST BE ADA COMPLIANT.
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" 12'-g" " 12'-9" 2'-8" 2'-g"
e . VARIES
W -4 i (VARIES) wA 12'-12)5" -} 1-1" (VARIES) )
319" 3'-1)4" 3'-134" )y ®
- —A — A
T s e n 0=
~ _I | f(l\ _ | ] \
B SEE 45 2 — A ‘1_&
o 3 A PART : - / ——
?“ PLAN @ -l e
)
GATE (Tvp — = \[ 26" CONCRETE - B
TYrP. GUARD POST-
E oron pe | oAb L 2 GATES 8 6" CONC. SLAB - ot NOTE S
J FILLED WITH — (SEE GATE ! W/ 6" X 6 3 ' '
0 CONC. B'-2" _Q\ SECT. & 10 W 29 X W 2.9 é
B X ~ ; W.W.F.
ABOVE sLaB, N ELEVATION) - _\ 1/4" SAW JOINT @
= 30" EMBEDMENT § /_
i g T@)
_ s 18”X18” BASE ) B "/
Y ® - L — 6” DIA. STEEL L. L J ® FOR 6" STL. Q >O< - D
NI GATE POST x| 9 POST, 3'-0” & ‘Q
@ FILLED W/ CONCRETE DEEP  (TYP). |
(SEE GATE DETAIL ' “ A
COLOR TO MATCH
% BLDG COLOR EP—p. _~[—ADD 2 #5 BARS @
D _ - ~ | ==—IN ENTRANCE =
| QL . O = /L]
g © ! \ ] Q — B
J au — &~ _- d,—- R
i o o | ® #4 HAIRPIN (TYP.)
‘§ g / BASE FOR 6” STEEL
RI\ 4"_‘1" ] p /—#4 HAlRPlN (TYP) \( POST, 3’—0” DEEP “0
3 t oA AN /2 ¢ ) %z
e A 1 1L 5 o/ -
= " _/ ) S — / 3
{ i o \
\TYP. WALL b0
FOOTING o o —j-:
© O O <39
>3 Yo
WALL PLAN co T Ll <
=0
DEPTH OF T/E APRON VARIES DEPENDING ON SITE CONDITIONS. FOUNDATION PLAN o8- ki
NOTE: = 9
THE CONCRETE TRASH ENCLOSURE APRON SHALL BE 6” Oc -~ L €3
THICK OF 3,000 PSI CONC. REINFORCED W/ #4 @16” 0.C. oo x @) X
EACH WAY. OPTIONAL TO COLOR CONCRETE BLACK USING ADMIXTURE e Qo &M v €
(CHROMIX C—24 CHARCOAL BY SCOFIELD CO., OR EQUAL.) @r-3> 5 xS
03z :8 ¢!
WOOD TRASH ENCLOSURE ooz, e
138 ooy —li
zB e % <t I | l !r*:
<S35 —s
o3 2 Y
DO v — —=-lag
ﬁ[l]mﬂmmb . CE
” ” - O"’
3"+ =4 PAINTED ALUMINUM CHANNEL o N I
. - L & 1X4 TRIM COMPLETELY Ll \‘“
. — — . AROUND FACE PANELS ON . . -
T 2 /ey s e i
I 5 2-1/2"X 2-1/2" 2” DIAMETER
N STL TUBE / GALV. STEEL —  TACK WELD ALL
T GATE FRAME ~ PIPE WITH HINGES & POLE
. METAL CAP
17 1.D. 1/4” DIA X 6"
STLPIPE NOTES: LONG CALY | [T 2K TREATED 1 N / HOT DIPPED GALVANIZED
, 12” LG. THRU BQLTS N
2” DIA GALV . ne o 2 1/2 . MALLEABLE HINGE
STEEL PIPE 1. 6” CONC. SLAB W/6"X6 N 15 el (TVP
1X6 PRESSURE ( #) (TYP.)
6” DIA. GALV W2.9XW2.9 WW.F. | \ v TREATED FENCE
STL. GATE POST a 2. TYP. WALL FTG. 127 X 18 : V!Y SLATS CENTERED “
CONC. FILLED AND CAPPED o —— CONT. W/2#5 BOT. REINF. ) 9 NF[ ON 3" OPENING - < o
EMBEDDED 30" DEEP | 3. 6" CONC. APRON W/#4 BARS 16 " . - N i
IN A 36" DEEP FOOTING [ 0.C. BOTH WAYS. A1X8 PRESSURE 3 T WELD — 9
Coran 12 MATCH BLDG 1-1/2"X 1-1/2"X 4. FOR SLAB FINISHED GRADES, 5 I TREATED FENCE T BOTH S ®
‘ 3/16°X 12" LG. SEE GRADING PLAN. d || erace A, — SIDES ]
GATE FACING PANEL STL ANGLE WELD 5. ALL STEEL & ALUMINUM FINISHES ARE v, ' =
\ b ATTACH TO 2X4 E —
5/16” HARDIPANEL ALL AROUND TO BE PAINTED TO MATCH , T w/ 1-1/2" LONG = N WELD | 1 o L
(STUCCO TEXTURE), BUILDING COLOR EP-5. o GALV. SCREWS < ALL — © o
OR T—111. 6. ALL PANELS FOR GATES ARE TO AROUND lw R _1 5
COLOR TO MATCH BLDG : B e S e et 6"X6"X1/8" Ww |5
COLOR EP—5 (PREFERRED BE THRU—BOLTED TO TUBE FRAME S o I GUSSET PLATE s
(EP—4 IS ALTERNATE) WITH 3/8” GALV. BOLTS A } | . A — INSIDE ONLY o0 5 < o 9
CENTERLINE OF AND HARDWARE. s © < / Q \PROWDE SROP - 6" DIA. | ALL FOUR (o) =
GATE OPENING 7. PRESSURE TREATED FENCE SLATS ARE TO - T 45° - ” ” h O ul = O
2—1/2" SQUARE GALV. , BE PAINTED TO MATCH BUILDING COLOR EP—2. ~ ROD 3/4°¢ 30" LG | CORNERS (TYP) AN I<_l: =D =z
STL.TUBING. 3/16” WALL PROVIDE DROP ROD 3/4"¢ | | = AT EACH GATE \ _/’ WELD ALL I — Ol
: : 30" LONG AT EACH GATE 2 — #5 3 e SEE PARTIAL TOP OF SLAB AROUND \ —
GATE FRAME W/ ConT 2 PLAN @ GATE. | N o TSN
DIAG. BRACING ! P, o - S E N5
PART. PLAN @ GATE 1”=1"—0 FRAME DET. e PART. GATE SECTION 1"=1"=0 GATE ELEV. Y <
SECTION "A=A" 1"=1"-0 <;E 0
|—
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SHEET DESCRIPTION > o
T- TITLE SHEET AND CODE REVIEW il by
.%% 2
-1 SITE PLAN ey 4 ) . :;3
8D-2 TRASH ENCLOSURE o -:%'} ﬁv.'?"':'i =
d:[}"" o = m
4 ]
D-I DEMOLITION PLAN Y ‘f’i- 14....:::':;”' e
3 . %3:;, Cemetery '%_,
A-l FLOOR PLAN, DETAILS, AND SCHEDULES £ 74 & Atars —gos
A-2 REFLECTED CEILING PLAN AND FINISH SCHEDULE ;A o A | N > @ O 33
A-3 NEW ELEVATIONS 40 “os, lefferson County - | 12E) q‘? R o 8? L0l *g‘
A-4 EXTERIOR FINISH SCHEDULE . g Fairgrounds %ﬁ 7 ! : Hoerd St g X~ — 28
A-5 WALL SECTIONS AND DETAILS = & 2 4 i =7y T °%
A-6 | WALL SECTIONS AND DETAILS F & § i & o 27 O §
A-1 DOOR SCHEDULE AND ADA TOILET ROOM DETAILS b & S Cog, = .e 8_+ % 0 E:
[=] i’- Flf} O > —
TE; e a |E| E m B-.GL_) > 8 T %%
P-1 NEW PLUMBING PLAN i -1 — A i Oo5 3 | o
: [ iy - 5 LL w < < I m'?
i i **frrlgi i & =22 ;9 a$
/ E-1 NEW POWER PLAN = [ 12 | i o =5 g > L E:
. FHE o T = N ——fE%
y / E-2 NEW PANEL SCHEDULE AND ONE-LINE DIAGRAM / | —tepald [ CET 80 o<
| KITCHEN A W ' 23]l (| B8 55 /s
RELOCATE EQUIPMENT A /: | PPEm— e : =Oa n Ljus
/ | : : : ~ Lo <
I ' : A // s //) B I : Aﬁeﬂﬂ i J'SEi"IEIIS‘I,' T 4&&? ) -.{':‘-l < I 3é
/// // -yl By Arsenal 5t '5'4"35 Rakid ‘l’-, =1°
A CODE INFORMATION i Cometery T
DINING ROOM s pava ! o o \NEE
NEW DECOR AND SEATING <0 s 0 i o NN HE
7 /////: BUILDING DATA OCCUPANCY AND EGRESS: i A tate
L v APPLICABLE CODES: DESIGN OCCUPANCY LOADS: | .! S 5t
AV ay BUILDING CODE OF: KITCHEN 4 RACK: 1685 8Q. FT. / 200 SQ. FT. : 8 '
e NEW YORK STATE - 2012 CUSTOMER AREAS ¢ DINING: 1443 SQ. FT. / 156 8Q. FT. : 26 et r;"’*
7 // // A BUILDING DESCRIPTION: TOTAL CALCULATED OCCUPANCTY: 124 i) =t r
VA S —— TOTAL SEATING PROVIDED: &e | Saraaritan i -
s /l yrandinardl mE 2B MAXIMUM EMPLOYEES: a_I .- & Medical o
Y ' TOTAL ACTUAL OCCUPANCY: 1z i o
R BUILDING AREA: s> 3 e \
A / EXISTING BUILDING AREA: 402300 GROSS SQ. FT. ' E g &
i R ) GREEN HOUSE REMOVAL: -96500 SQ. FT. & o : RNOR TN
R )l NEW BULDING AREA: 3,2800 GROSS 6Q. FT. oiNg g ‘ © 2010 NaVIET & 2011 Microsoh ®
/ -~
\ / // / // ! O
N~ / .
A GENERAL NOTES: STRUCTURAL NOTES — 9
) 1\ 7 La M
//;r///\ /////////: &J‘_ =
= L GREENHOUSE” 7 Py l. CONTRACTOR TO VERIFY ALL EXISTING DIMENSIONS AND CONDITIONS 0Q > 8 1Ll
e 7 e //?Er:lOllel/ON// L e 2. éélbggﬁgoﬁsguﬁ_ﬁ;i?eo IN ACCORDANCE WITH ALL APPLICABLE DESIGN LOADS: ROOF LIVE LOAD - e BT, - eNoWw {o) = =
A A A A A A M AV ' O w oI
P Ay e ey e 4. REMOVE EXISTING GREENHOUSE STRUCTURE AND KNEEWAAL TO BELOW GRADE ROOF DEAD LOAD - 1@ LB/FT. N '<_,: Z |l &
s / s s REMOVE EXISTING MANSARD ROOF - —
A A AV S A Ve REMOVE EXISTING RESTROOM WALLS AS INDICATED WIND LOAD - 30 P.OF. % % o~ L
A
REMOVE EXISTING DINING ROOM LAY -IN CEILING AND LIGHTS PREP FOR NEW FLOOR LIVE LOAD - 102 LB./FT. m X E (I\l i_—l
5. INSTALL NEW WALLS AS SHOUN. CONCRETE - 2000 PS.l. Mo bl
&. INSTALL NEW EXTERIOR FINISHES AS INDICATED < || @D
1. INSTALL NEW CEILINGS, LIGHTS AND DECOR. WOOD SPEC. - SPF. #2 - WITH F=1202 MIN. =
8. INSTALL NEW TILE FLOORING PER DECOR DRAWINGS PROJECT NUMBER
9. INSTALL NEW SEATING AND EQUIPMENT CLS # 401
—
1: J= O O Q J= AN (57 ‘. SHEET NUMBER
SCALE: 1/8" = 1I'-@" RNORTH\
— T-1




